Facility Summary in Cascade County in the City of Belt

Location: BELT PUBLIC SCHOOLS DIST 29 UST Facility Code: 18537
1 Church St Last Inspected On: 04/29/2020
Belt, MT 59412 Cascade System Facility ID:07-04613 Operating Permit Renewal Date: 08/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: School Dist 29 Belt 4062773351

Operator Contact: Kathleen Prody

Owner/Operator: School Dist 29 Belt

April Wells, UST Class B Operator
Kathleen Prody, UST Class A Operator

Tank Code S3 Tank Installed . Cathodically - . . . . -
Tank Age 34 Date 10/01/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Positive Shutoff
. Piping Installed Tank Piping
Tag Number 422 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date 04/29/2020 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
. . . . n Continuous
) . Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Heating Oil PLLD Test Date Test Date 04/27/2020 Leak Detection Gauging 0.2 Detection :\r/lner_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leelk DeEEiim e Energy Act No
Overfill Test Date ATG Type Incon/TS-1000
Facility Summary in Cascade County in the City of Belt
Location: BELT VALLEY GROCERY Facility Code: 19054
65 Castner St Last Inspected On: 08/26/2022
Belt, MT 59412 Cascade System Facility 1D:07-13653 Operating Permit Renewal Date: 11/29/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Harry L Throckmorton;Harry Throckmorton 4062773523
Operator Contact: Reed Throckmorton 4062773523

Owner/Operator: Harry L Throckmorton
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Reed Throckmorton, UST Class A Operator
Reed Throckmorton, UST Class B Operator

Tank Code 01 Tank Installed . Fiberglass - . . . . .
Tank Age 27 Date 10/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4468 Spill Test Date 08/26/2022 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 08/26/2022 Test Date 10/14/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Gasoline FLLEDEES RN Test Date Leak Detection Gauging 0.2 Detection Tightness Testing WETZE NS
8 n ; Continuous
. Line Tightness Secondary Tank Secondary Pipe "
Capacity 6000 ATG Test Date 08/26/2022 Test Date 08/26/2022 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
OPW/EECO
1500;Vaporless
Overfill Test Date 08/26/2022 ATG Type Manufacturing/Va
porless 99LD-
2000
Tank Code 02 Tank Installed . Fiberglass - . . . . .
Tank Age 27 Date 10/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4469 Spill Test Date 08/26/2022 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 08/26/2022 Test Date 10/14/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PR Gasoline L= 2 e (PRI Test Date Leak Detection Gauging 0.2 Detection Tightness Testing feU R NO
8 n ; Continuous
. Line Tightness Secondary Tank Secondary Pipe "
Capacity 6000 ATG Test Date 08/26/2022 Test Date 08/26/2022 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
OPW/EECO
1500;Vaporless
Overfill Test Date  08/26/2022 ATG Type Manufacturing/Va

porless 99LD-
2000

Facility Summary in Cascade County in the City of Belt

Location: MALMSTROM AFB A 10
US Hwy 87/89
Belt, MT 59412 Cascade

Facility Code: 18745
Last Inspected On: 05/24/2020

System Facility ID:07-08984 Operating Permit Renewal Date: 10/07/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188
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Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

[ 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/ri;ngh Level
TagNumber 115 | Spill TestDate  o7i7i20p0  FPinginstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/19/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous n 7 Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G EQ;T(algsétzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/04/2022 Test Date Leek Dacsiion Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date  05/04/2022 ATG Type ROOYTLS-350
Facility Summary in Cascade County in the City of Belt
Location: MALMSTROM AFB A 11 Facility Code: 18746
US Hwy 87/89 Last Inspected On: 05/24/2020
Belt, MT 59412 Cascade System Facility ID:07-08985 Operating Permit Renewal Date: 09/25/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
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William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

[ 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/ri;ngh Level
TagNumber 116 | Spill TestDate 0772020  FPingnstalled Tk opewaled PG DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EunEUEURNNS 0 EECEECUSUNNNEES C NN 0
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date 05/19/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date x Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/03/2022 Test Date Leek Dacsiion Detection Energy Act No
Overfill Test Date  05/03/2022 ATG Type Gilbarco-Veeder

ROOYTLS-350
Facility Summary in Cascade County in the City of Belt

Location: MALMSTROM AFB A 2
US Hwy 87/89
Belt, MT 59412 Cascade

Facility Code: 18739
Last Inspected On: 05/24/2020

System Facility ID:07-08976 Operating Permit Renewal Date: 10/07/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;James Leigland;William Smith 4067316239;4067317128;4068993635

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
James Leigland, UST Class A Operator

James Leigland, UST Class B Operator

Mark Johnson, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

VLS e 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬁ;l\r/ri;ngh Level
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05/05/2022

Continuous Continuous

Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
Root/TLS-350
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Location: BLACK EAGLE SERVICE CENTER
1501 N River Rd
Black Eagle, MT 59414 Cascade

Facility Summary in Cascade County in the City of Black Eagle

System Facility ID:07-01190

Facility Code: 18380

Last Inspected On: 08/17/2022

Operating Permit Renewal Date: 01/28/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Northwestern Energy Butte 4066552521
Operator Contact: Brian Ranf
Owner/Operator: Northwestern Energy Butte
Brian Ranf, UST Class A Operator
Colton Coffing, UST Class B Operator

Tank Code | o4 ] Tank Installed o oo o I Fiberglass o N Fiberglass |~ I I

Tank Age 31 Date 12/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 1676 Spill Test Date 08/19/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery No
n Line Tightness Secondary Tank Secondary Pipe

Capacity 2086 ATG Test Date 05/16/2022 Test Date Leak Detection Detection Energy Act No

Overfill Test Date  07/29/2021 ATG Type ;’ggder Root/TLS-
Tank Code 05 Tank Installed . Fiberglass - - Fiberglass " .

Tank Age 31 Date 12/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 1677 Spill Test Date 08/19/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
PEEILE! Diesel FEHD T (B Test Date Leak Detection Gauging 0.2 Detection VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe

Capacity 2086 ATG Test Date 05/16/2022 Test Date Leak Detection Detection Energy Act No

Overfill Test Date  07/29/2021 ATG Type Veeder RooUTLS-

300
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Facility Summary in Cascade County in the City of Black Eagle
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Location: MOUNTAIN VIEW CO-OP

1105 Smelter Ave NE
Black Eagle, MT 59414 Cascade

System Facility ID:60-15312

Facility Code: 31011

Last Inspected On: 02/17/2022

Operating Permit Renewal Date: 03/19/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: David Douglas
Owner/Operator: Mountain View Coop Black Eagle
David Douglas, UST Class A Operator
David Douglas, UST Class B Global Operator
Foster Sensibaugh, UST Class B Global Operator
Tank Code oo ] - e ek "1 Flapper
Tank Age 5 Date 10/10/2017 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Valve;High Level
Alarm
Tag Number 5773 Spill Test Date  01/20/2022  Fiping Installed 4, 7/597 e Double-Walled ~ HIPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 12/05/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 30000 ATG Test Date 01/18/2022 Test Date 06/01/2018 Leak Detection Detection ELLD 0.2 Energy Act Yes
Franklin Fueling
Systems/TS-
Overfill Test Date 01/18/2022 ATG Type LS500
Series;Incon/TS-
5000 EVO
Tank Code 02 Tank Installed Flapper
Tank Age 5 Date 10/10/2017 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Valve;High Level
Alarm
Tag Number 5774 Spill Test Date  01/20/2022  Fiping Installed g1 7/55,; L Double-Walled ~ DIPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 12/05/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
Capacity 15000 ATG Test Date  01/18/2022  LineTightness /51,5018 SEREMEETY TENIX R = | D 0. Energy Act Yes
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Test Date

Leak Detection

Detection
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01/18/2022

01/18/2022

Currently in

Diesel

Report Created: 11/1/2022

Franklin Fueling
Systems/TS-

LS500
Series;Incon/TS-
5000 EVO

Flapper
Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

Steel Clad Flexible Plastic Positive Shutoff

Electronic Line
Leak Detector

Automatic Tank

Gauging ELLD Line

0.2;Continuous Tightness No
Interstitial Testing;Not Listed

Monitoring

Continuous
Interstitial
Monitoring;Not
Listed

Incon/TS-550
EVO

Flapper
Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line

Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Franklin Fueling
Systems/TS-

01/18/2022 LS500
Series;Incon/TS-
5000 EVO

Flapper
10/10/2017 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling
Systems/TS-

01/18/2022 LS500
Series;Incon/TS-
5000 EVO

Flapper
10/10/2017 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Franklin Fueling
Systems/TS-

01/18/2022 LS500
Series;Incon/TS-
5000 EVO

Facility Summary in Cascade County in the City of Black Eagle

Location: MOUNTAIN VIEW COOP BLACK EAGLE Facility Code: 18509
2200 Old Havre Hwy Last Inspected On: 06/22/2022
Black Eagle, MT 59414-1043 Cascade System Facility ID:07-04232 Operating Permit Renewal Date: 08/04/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022 Page [9] of [146]



Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: Judy Statham
Owner/Operator: Mountain View Coop Black Eagle
Judy Statham, UST Class A Operator
Tank Code | o7 ] Tank Installed oo o N Fiberglass o . e I I
Tank Age 25 Date 12/02/1997 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
. Piping Installed Tank Piping
| el Spil Testbaie 00222022 pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery Yes
- Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate 0022022 Testpate Leak Detection Detection .
Gilbarco-Veeder
Overfill Test Date 06/22/2022 ATG Type RoOt/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed ; Fiberglass . : - g )
Tank Age 25 Date 12/02/1997 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1016 Spill Test Date 06/22/2022 Date 09/19/2007 S oSG None AST No
Currently in Sump Tightness Catastrophic L.D . - : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R DlesclDvel SN | TestDate Leak Detection _ Gauging02 _ Defection | .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/22/2022 Test Date Lerk e Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 06/22/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed - Fiberglass . . - . .
Tank Age 25 Date 12/02/1997 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1017 Spill Test Date 06/22/2022 Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery Yes
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 06/22/2022 Test Date Leak Detection Detection Energy Act No

Report Created: 11/1/2022

Page [10] of [146]



12/02/1997

12/02/1997

12/02/1997

06/22/2022

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

Reinforced Plastic No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

Reinforced Plastic No Piping

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Black Eagle

Location: MOUNTAIN VIEW COOP GREAT FALLS
1000 Smelter Ave NE

Black Eagle, MT 59414-1018 Cascade System Facility ID:07-00004

Report Created: 11/1/2022

Facility Code: 18320
Last Inspected On: 05/06/2019

Operating Permit Renewal Date: 08/04/2022

Page [11] of [146]

High Level Alarm

High Level Alarm

High Level Alarm



Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: David Douglas;Kila Moore 4064535900
Owner/Operator: Mountain View Coop Black Eagle
David Douglas, UST Class A Operator
David Douglas, UST Class B Global Operator
Gary Boysun, UST Class B Operator
Jasmin Nguyen, UST Class B Global Operator
Jasmin Nguyen, UST Class B Operator
John Malley, UST Class B Operator
Kila Moore, UST Class A Operator
TankCode o7 . __ Tank Installed ool o B Fiberglass 5 I Fiberglass | I i
Tank Age 27 Date 11/01/1995 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1009 Spill Test Date Date S oSG None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 04/28/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed : Fiberglass . . Fiberglass . .
Tank Age 27 Date 11/01/1995 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1010 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 04/30/2019 Leak Detection Detection Energy Act No

Overfill Test Date

Gilbarco-Veeder
Root/TLS-
350/Gilbarco EMC
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Temporarily
Out of Use

Report Created: 11/1/2022

11/01/1995

11/01/1995

11/01/1995

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
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Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

U.S. Suction




Tank/Piping CP

Primary Tank

Automatic Tank

Primary Pipe

ELLD 0.1;ELLD
0.2;ELLD Line

Vapor Recovery

No

Test Date Leak Detection Gauging 0.2 Detection Tightness Testing
Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Cascade

Overfill Test Date ATG Type

Location: 468 MARKET
130 1st StN
Cascade, MT 59421-8353 Cascade

Facility Code: 18505
Last Inspected On: 07/13/2022

System Facility ID:07-04148 Operating Permit Renewal Date: 09/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: DTK Foods Inc

Operator Contact: Irene Strandell;Wesley Seabolt 4064682252;4067812060

Owner/Operator: DTK Foods Inc

Irene Strandell, UST Class A Operator

Irene Strandell, UST Class B Operator
Wesley Seabolt, UST Class A Operator
Wesley Seabolt, UST Class B Global Operator

Tank Code 04 Tank Installed - Fiberglass . . . . . .
Tank Age 25 Date 05/01/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1490 Spill Test Date  01/12/2022  FIPing Installed VELTE Bl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - ! .
Tank Status Use MLLD Test Date 01/11/2022 Test Date 08/08/2016 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 01/13/2022 Test Date 01/11/2022 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco/EMC
5 Basic;Vaporless
Overfill Test Date 01/12/2022 ATG Type Manufacturing/Va
porless LD-2000
UES(Eet 05 Tank Age 25 vl iz el 05/01/1997 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types High Level Alarm

Report Created: 11/1/2022

Date

Reinforced Plastic
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Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

IVaporless LD-
2000;Gilbarco/EM
C Basic;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
05/01/1997 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
05/01/1997 Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Fiberglass
05/01/1997 Reinforced Plastic

01/12/2022
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MLLD Line
Tightness Testing

Continuous

Interstitial No
Monitoring

Flexible Plastic High Level Alarm

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Double Walled No



MLLD Test Date

01/11/2022

Sump Tightness

Catastrophic L.D

Mechanical Line

Use Test Date Type 3.0 Leak Detector
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. ) ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 5000 ATG Test Date 01/13/2022 Test Date 01/11/2022 Leak Detection Detection :\;]I)er:istgtrliﬁlg Energy Act No

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Facility Summary in Cascade County in the City of Cascade

Overfill Test Date 01/12/2022 ATG Type

Location: MALMSTROM AFB G 3 Facility Code: 18748
I-15 Last Inspected On: 06/14/2021
Cascade, MT 59421 Cascade System Facility ID:07-09043 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 33 Tl siietlizs 06/21/1989 Tank Material Flb_erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

””””””””””””””” o . Pipinginstalled ~ Tank oo Piping oo e

Tag Number 118 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 06/03/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date  05/05/2022 SN Tightness = 55000 SEEENCEN TS BB (FDE Energy Act No

Test Date Leak Detection Detection
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. Gilbarco-Veeder
Overfill Test Date  05/05/2022 ATG Type ROOUTLS-350

Facility Summary in Cascade County in the City of Cascade

Location: MALMSTROM AFB G 4 Facility Code: 18749
1-15 Last Inspected On: 06/14/2021
Cascade, MT 59421 Cascade System Facility 1D:07-09044 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 ; Flapper
Tank Age 30 Vil sl 05/01/1992 Tank Material Fiberglass . Piping Material Flexible Plastic Overfill Types Valve;High Level

Date Reinforced Plastic Alarm

TagNumber 119 | Spill TestDate Piping Installed  ;))15pq  Tank Double-Waled PG DoubleWalled ~ AST No o
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 06/03/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Diesel PLLD Test Date i:rs]tk g’;ﬂng G E;ﬂal:r))ét-(l;ac?ilt()n Interstitial B:trg stri)(/) rl?lpe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/05/2022 Test Date Leak Detection Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date  05/05/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Cascade

Location: MALMSTROM AFB G 5 Facility Code: 18750
1-15 Last Inspected On: 06/14/2021
Cascade, MT 59421 Cascade System Facility 1D:07-09045 Operating Permit Renewal Date: 09/22/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 30 Tank Installed 5/, /1997 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
TagNumber 120 | Spill TestDate Piping Installed  o5)17pp;  Tank Double-Walled PG Double Walled  AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 06/03/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- ; Continuous n n Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Egg?(agétzac?ilgn Interstitial [P):{g 2tri)(/) E'pe Interstitial Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring (W Monitoring Lo
- Line Tightness Secondary Tank Secondary Pipe
L e ATGTestDate  O/0S2022  Testpate COMMZOLT Leakpetection Detection .
. Gilbarco-Veeder
Overfill Test Date 05/05/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Cascade
Location: MALMSTROM AFB | 1 Facility Code: 18755
Hwy 330 Last Inspected On: 06/11/2021
Cascade, MT 59421 Cascade System Facility ID:07-09063 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
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Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 01 . Flapper
Tank Age 60 Tank Installed —— 5/,5/1 96 Tank Material Cathodically Piping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Protected Steel Alarm
Piping Installed Tank Lined Piping
Tag Number 125 Spill Test Date Date - Interior/Impressed oS T Double Walled AST No
Current
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Current
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date 05/13/2021 Leak Detection Gauging 0.2 Detection :\Sllter_stlt[al Vapor Recovery No
onitoring
Capacity 12000 ATG Test Date  06/28/2022 #'e";i E‘;’t';t”ess fgglc(’ "Dde"’t‘gggﬂk gzggcrlfoar:y Pipe Energy Act No
”””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date 06/28/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Facility Summary in Cascade County in the City of Cascade
Location: MALMSTROM AFB | 3 Facility Code: 18757
Road 330 Last Inspected On: 06/11/2021
Cascade, MT 59421 Cascade System Facility ID:07-09065 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
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William Smith, UST Class B Global Operator

Tank Code 02 ) . Flapper
Tank Installed n Fiberglass . - Fiberglass " o
Tank Age 31 Date 10/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types X@\r/ri,ngh Level
”””””””””””””” G o Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 127 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date x Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/04/2022 Test Date Leelk DEEEiim e Energy Act No
Overfill Test Date  05/04/2022 ATG Type Gilbarco-Veeder
Root/TLS-350
Facility Summary in Cascade County in the City of Cascade
Location: MALMSTROM AFB | 4 Facility Code: 18758
Road 330 Last Inspected On: 06/11/2021
Cascade, MT 59421 Cascade System Facility 1D:07-09066 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator
Tank Code 2 1 - 1 Flapper
Tank Age 31 Vatile sillizs 10/01/1991 Tank Material Fiberglass . Piping Material Fiberglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
”””””””””””””” - ... Pipinglnstalled ~ Tank oo Piping oo o
Tag Number 128 Spill Test Date Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 06/07/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
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- " Continuous 5 n Continuous

Product Diesel PLLD Test Date iggfﬁ;{’éng €r E;g?(al%tzac':ilgn Interstitial Eggg{i}{) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring

Capacity 4000 ATG TestDate 050412022 = g‘gtgt”ess SEEEEE Tels SEeltEy P Energy Act No

Leak Detection Detection

. Gilbarco-Veeder
Overfill Test Date  05/04/2022 ATG Type ROOUTLS-350

Facility Summary in Cascade County in the City of Cascade

Location: MALMSTROM AFB | 5
Road 330
Cascade, MT 59421 Cascade

Facility Code: 18759
Last Inspected On: 06/11/2021

System Facility ID:07-09067 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed . Fiberglass - : Fiberglass q o
Tank Age 31 Date 10/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xglt\r/ne;,mgh Level
”””””””””””””” - ... Pipinglnstalled ~ Tank oo Piping oo o
Tag Number 129 Spill Test Date Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 06/07/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Diesel PLLD Test Date $:2tkg3;':;ng ar E;galg)ét-girt]il(()n Interstitial ggtrzgtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/04/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  05/04/2022 ATG Type Gilbarco-Veeder

RoOt/TLS-350
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Location: MALMSTROM AFB | 6 Facility Code: 18760
1-15 Last Inspected On: 06/11/2021
Cascade, MT 59421 Cascade System Facility ID:07-09068 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

VLS e 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬁ;l\r/ri;ngh Level
”””””””””””””” o o Pipinglstalled  Tank oo Piping oo e
Tag Number 130 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date 06/07/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank P Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/05/2022 Test Date Lerk e Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date  05/05/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Cascade
Location: OLSON FARM Facility Code: 18528
430 Klock Rd Last Inspected On: 01/28/2021
Cascade, MT 59421-8014 Cascade System Facility ID:07-04520 Operating Permit Renewal Date: 03/07/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Cory Olson;Orin Olson 4064682457
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Operator Contact:

Cory Olson

Owner/Operator: Cory Olson

Owner/Operator: Orin Olson

Cory Olson, UST Class A Operator
Cory Olson, UST Class B Operator

Tank Code 02 Tank Installed - Cathodically - . . . .
Tank Age 23 Date 04/01/1999 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4053 Spill Test Date Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 01/28/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline FLERIIEES I Test Date 01/28/2021 Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
. : . Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 6000 ATG Test Date Test Date 01/28/2021 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Facility Summary in Cascade County in the City of Fort Shaw
Location: MALMSTROM AFB H 6 Facility Code: 18753
MT Hwy 21 Last Inspected On: 06/07/2021
Fort Shaw, MT 59443 Cascade System Facility ID:07-09057 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128
Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator
Tank Code 2 I I I I I Flapper
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Facility Summary in Cascade County in the City of Fort Shaw

Location: MALMSTROM AFB | 08 Facility Code: 18856
MT Hwy 21 Last Inspected On: 06/11/2021
Fort Shaw, MT 59443 Cascade System Facility ID:07-10840 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator

Kyle Topp, UST Class B Operator

William Hoffmeister, UST Class B Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 01 : . Flapper
Tank Installed - Fiberglass A - Fiberglass q o
Tank Age 33 Date 09/26/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/ri,ngh Level
””””””””””””””” o o Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 152 Spill Test Date Date - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 06/04/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous ; . Continuous
Product Diesel PLLD Test Date $:2tkg3;?;ng eiF E;I;](alg)étzi?ilgn Interstitial ggtrzgtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/06/2022 Test Date Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 05/06/2022 ATG Type ROOU/TLS-350
Facility Summary in Cascade County in the City of Fort Shaw
Location: MALMSTROM AFB | 9 Facility Code: 18763
MT Hwy 21 Last Inspected On: 06/11/2021
Fort Shaw, MT 59443 Cascade System Facility ID:07-09071 Operating Permit Renewal Date: 09/22/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Vel sl iz 10/01/1991 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
TagNumber 132 | Spill TestDate Piping Installed ;150 Tank Double-Walled PG Double Walled  AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 06/07/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- ; Continuous n n Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Egg?(agétzac?ilgn Interstitial [P):{g 2tri)(/) E'pe Interstitial Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring (W Monitoring Lo
- Line Tightness Secondary Tank Secondary Pipe
L e ATGTestDate  OBI0OR022  Testpate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date 05/06/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Great Falls
Location: 15TH STREET SERVICE Facility Code: 18672
1501 10th Ave S Last Inspected On: 12/08/2020
Great Falls, MT 59405-2625 Cascade System Facility ID:07-07573 Operating Permit Renewal Date: 03/27/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Gary Maki 4064532070
Operator Contact: Gary Maki 4064532070
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Owner/Operator: Gary Maki

Gary Maki, UST Class A Operator
Gary Maki, UST Class B Operator

Flapper
Valve;High Level
Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Flapper
01/16/1989 Steel Clad Valve;High Level
Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Flapper
01/16/1989 Steel Clad Valve;High Level
Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

12/13/2011 No
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Franklin Fueling
Systems/TS-
Overfill Test Date  12/28/2021 ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Tank Code 08 Tank Installed Flapper
Tank Age 33 Date 01/16/1989 Tank Material Steel Clad Piping Material Steel Overfill Types Valve;High Level
Alarm
. Piping Installed Tank Piping
| e D | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A }
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 12/08/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
5 Line Tightness Secondary Tank Secondary Pipe

- e - . TestDate PO LeakDetection Detecon e
Franklin Fueling
Systems/TS-

Overfill Test Date  12/28/2021 ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Facility Summary in Cascade County in the City of Great Falls
Location: BENEFIS HEALTH CARE EAST CAMPUS UST Facility Code: 18631
1101 26th St S Last Inspected On: 09/07/2020
Great Falls, MT 59405-5161 Cascade System Facility ID:07-06552 Operating Permit Renewal Date: 09/08/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Benefis Healthcare 4064555135

Operator Contact: Kim Frank;Louis D'Antuono;Mike Battleson;Troy England

Owner/Operator: Benefis Healthcare

Kim Frank, UST Class A Operator

Kim Frank, UST Class B Operator

Louis D'Antuono, UST Class A Operator
Louis D'Antuono, UST Class B Operator
Mike Battleson, UST Class A Operator

Mike Battleson, UST Class B Operator

Troy England, UST Class A Operator

Troy England, UST Class B Global Operator

UES(EeE S3 Tank Age 21 Ve sl 03/30/2001 Tank Material Concrete Piping Material Flexible Plastic Overfill Types

Report Created: 11/1/2022 Page [28] of [146]



Piping Installed Tank Piping

Tag Number 4584 Spill Test Date Date Construction Double-Walled Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date 09/07/2020 Type 3.0 Auto Dialer Piping Type Pressurized CP Met Types
. . ; n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date 12/12/2005 Leak Detection Detection Inter_stlt[al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Tank Code 04 ; Flapper
Tank Age 14 Vil sl 08/22/2008 Tank Material Fiberglass . Piping Material Steel Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
”””””””””””””” o . Ppipinglnstalled .0 Tank ... Piping . e
Tag Number 5190 Spill Test Date Date 06/17/2008 - Double-Walled oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . A ) ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
Jet Fuel (Jet- . . . . .
Product A Jet-Al, PLLD Test Date Tank/Piping CP Pr|n|1(ary Tan.k Automatlc Tank Prlmary Pipe Vapor Recovery  No
JP5) Test Date Leak Detection Gauging 0.2 Detection
| 0 Line Tightness Secondary Tank Secondary Pipe oo
CEpeeiy 2500 AV ESE DR Test Date Leak Detection Detection EEER A No
Overfill Test Date ATG Type gggder RooU/TLS-

Facility Summary in Cascade County in the City of Great Falls

Location: BENEFIS HEALTH CARE WEST CAMPUS
500 15th Ave S
Great Falls, MT 59405-4304 Cascade

Facility Code: 18480
Last Inspected On: 10/30/2020

System Facility ID:07-03298 Operating Permit Renewal Date: 01/29/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Benefis Healthcare 4064555135

Operator Contact: Kim Frank;Louis D'Antuono;Scott Kincaid;Troy England 4068689675

Owner/Operator: Benefis Healthcare

Kim Frank, UST Class A Operator

Kim Frank, UST Class B Operator

Louis D'Antuono, UST Class A Operator
Louis D'Antuono, UST Class B Operator
Scott Kincaid, UST Class A Operator
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Scott Kincaid, UST Class B Operator
Troy England, UST Class A Operator

Troy England, UST Class B Global Operator

Tank Installed

Fiberglass

Tank Age 26 Date 07/01/1996 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 3401 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date 10/30/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection :\r/lner_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date Test Date Leelk DEEEiim e Energy Act No
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500
Tank Code 06 Tank Installed - Fiberglass . . . ) .
Tank Age 23 Date 05/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4003 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date 10/30/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date Test Date L eak Detection Gauging 0.2 Detection :\r/lner_stlt[al Vapor Recovery No
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date Test Date Leak Detection Detection Energy Act No
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500

Facility Summary in Cascade County in the City of Great Falls

Location: BEST OIL DISTRIBUTING INC
5401 River Dr N
Great Falls, MT 59405-1081 Cascade

Facility Code: 18596
Last Inspected On: 01/27/2021

System Facility ID:07-05852 Operating Permit Renewal Date: 04/11/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Best Oil Distributing Inc 4064530971

Operator Contact: Seth Schimerowski 4065648856
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Owner/Operator: Best Qil Distributing Inc

Seth Schimerowski, UST Class A Operator
Seth Schimerowski, UST Class B Operator

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass
05/01/1981 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass
05/01/1981 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

05/01/1981 High Level Alarm
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Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass

04/01/1998 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass

04/01/1998 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Great Falls

Location: BISON FORD Facility Code: 18324
500 10th Ave S Last Inspected On: 07/23/2021
Great Falls, MT 59405-4047 Cascade System Facility ID:07-00077 Operating Permit Renewal Date: 11/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Bison Motors 4067272552
Operator Contact: Ryan Christensen

Owner/Operator: Bison Motors

Ryan Christensen, UST Class A Operator

Ryan Christensen, UST Class B Operator
TankGode o7 | rankAge w Tankinstalled  ogoc/085  TankMaterial | CUC9SSS piping Waterial  FlexiblePlasic  Overfill Types |
Tag Number 3908 Spill Test Date Ei‘,ﬂi:g i lze -(I;?)T(struction Ei(%g?ruction Double Walled AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness 04/10/2013 _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
B - B | esoae Leak becion__ Gaugng 02 Detecion_ Tiines oo VePOTReconen No
Capacity 3000 ATG Test Date  09/27/2021 #L"S? Eigt';t”ess 07/21/2021 f:glc(’ %deﬁgﬁggﬂk gi‘t’é’;idoar:y Hpe Energy Act No
”””””””””””””” overfill Testpate =~ ATGType  Otherd L
eIl (Gl 08 Tank Age 34 Eg’t‘: Lzl 08/05/1988 Tank Material Ei;f]rfg'rizz blastic PiPINg Material Flexible Plastic  Overfill Types
Tag Number 4303 Spill Test Date Ei‘,ﬂi:g i lze -(I;?)T(struction Ei(%g?ruction Double Walled AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness 04/10/2013 _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
B - B | esowe Leak becion__ Gaugng 02 Detecion_ Tiines oo VePOTReconen No
Capacity 1000 ATG TestDate  00/27/2021 it TONMNESS = 7/71/702, e Al STy e Energy Act No

Overfill Test Date ATG Type
Facility Summary in Cascade County in the City of Great Falls

Location: CARLS AUTOCARE INC
2300 10th Ave S
Great Falls, MT 59405-2968 Cascade

Facility Code: 18355
Last Inspected On: 03/04/2021

System Facility ID:07-00621 Operating Permit Renewal Date: 03/18/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Carl Halcro 4067611342
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Operator Contact: Carl Halcro 4067611342

Owner/Operator: Carl Halcro

Carl Halcro, UST Class A Operator
Paul Halcro, UST Class B Operator

LRl SCEtelels 05 Tank Age 36 Bg?g Tl fze 01/27/1986 Tank Material Steel Clad Piping Material Eigii;glracsésd Plastic Overfill Types High Level Alarm
Tag Number 1264 Spill Test Date Eiapti:g i lze -(I;?)T(struction Eig)rzg?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date 03/03/2021 _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types
Product Gasoline PLLD Test Date iggtkg’ei&ng CP 031042021 E;ig?(algsétzi?ilgn él;tl?gr?r?gti% ;ank [P);itr'ggtri)(/) rl?ipe _I'\_/'i'g-haé-;’;e_resting Vapor Recovery No
Capacity 8000 ATG Test Date 'Il_'gjset 'l;iagljtr;tness 03/03/2021 f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No
overfill Test Date ATG Type yeeder RooUTLS-
LRl SCEtelels 06 Tank Age 36 Bg?g Tl fze 01/27/1986 Tank Material Steel Clad Piping Material Eigii;glracsésd Plastic Overfill Types High Level Alarm
Tag Number 1265 Spill Test Date Eiapti:g i lze -(I;?)T(struction Eig)rzg?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date 03/03/2021 _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types
Product Diesel PLLD Test Date iggtkg’ei&ng CP 031042021 E;ig?(algsétzi?ilgn él;tl?gr?r?gti% ;ank [P);itr'ggtri)(/) rl?ipe _I'\_/'i'g-haé-;’;e_resting Vapor Recovery No
Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 03/03/2021 fgglc(’ rllade?:e{ Jg;‘k gz‘t’é’crlidoar:y Hpe Energy Act No
overfill Test Date ATG Type yeeder RooUTLS-
LE S 07 Tank Age 36 EZ?J; iz e 01/27/1986 Tank Material Steel Clad Piping Material Egii;glr?:zz Plastic Overfill Types High Level Alarm
Tag Number 1266 Spill Test Date ELptiEnQ iz e -(I—:?JT;truction Ei(?rig?ruction None AST No
Tank Status (ljtsjgrently in MLLD Test Date 03/03/2021 _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types
Product Gasoline PLLD Test Date iggtkg’ei&ng CP 031042021 E;ig?(algsétzi?ilgn él;tl?gr?r?gti% ;ank [P);itr'ggtri)(/) rl?ipe _I'\_/'i'g-haé-;’;e_resting Vapor Recovery No
Capacity 6000 ATG Test Date #L"S? Eigt';t”ess 03/03/2021 fgglc(’ rllade?:e{ Jg;‘k gz‘t’é’crlidoar:y Hpe Energy Act No
Overfill Test Date ATG Type \leegder RoOUTLS-

Facility Summary in Cascade County in the City of Great Falls
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Location: CASCADE COUNTY SHERIFFS OFFICE
3800 Ulm N Frontage Rd
Great Falls, MT 59404-5574 Cascade

Facility Code: 19066
Last Inspected On: 08/31/2020

System Facility ID:07-13772 Operating Permit Renewal Date: 09/12/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Cascade County Sheriffs/Adult Detention 4064546834

Operator Contact: William Mintsiveris;Cascade County Sheriffs/Adult Detention 4067811293;4064546834

Owner/Operator: Cascade County Sheriffs/Adult Detention

William Mintsiveris, UST Class A Operator

William Mintsiveris, UST Class B Global Operator

William Mintsiveris, UST Class B Operator

Tank Code 02 Tank Installed n Cathodically - . . . .
Tank Age 25 Date 05/06/1997 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types
. Piping Installed Tank Piping
Tag Number 4489 Spill Test Date 08/04/2021 Date - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A . .
Tank Status Use MLLD Test Date Test Date 08/05/2021 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
- n Continuous n n .
. Tank/Piping CP Primary Tank - Primary Pipe 3-Year Line
Product Oil, Waste PLLD Test Date Test Date 11/10/2020 Leak Detection Interstitial Detection Tightness Test Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring = BEESEER © _ BRRRN
8 n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 600 ATG Test Date 08/04/2021 Test Date 11/20/2020 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Overfill Test Date ATG Type
LSS0 st Tank Age 25 BZ?EI!( I 128 05/06/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types Flapper Valve
”””””””””””””” . Pipinglnstalled ~ Tank  Piping o
Tag Number 537 Spill Test Date Date - oS T Double Walled AST Yes
. . . Continuous
Tank Status Temporarily MLLD Test Date Sl Vg sz 09/02/2014 ezt oglie L Interstitial Piping Type Pressurized CP Met Types
Out of Use Test Date Type 3.0 Monitori
onitoring
. . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe P
Product Diesel PLLD Test Date Test Date Leak Detection Detection :\r/|1ter_st|t[al Vapor Recovery No
onitoring
Capacity 2000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Report Created: 11/1/2022

Overfill Test Date

Test Date

Leak Detection
ATG Type

Detection

Facility Summary in Cascade County in the City of Great Falls
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Location: CIRCLE K STORE 2746010
1601 Fox Farm Rd
Great Falls, MT 59404-3338 Cascade

Facility Code: 18792
Last Inspected On: 09/09/2020

System Facility ID:07-09914 Operating Permit Renewal Date: 12/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Brad Lee, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
Tank Code o6 . 1 Ball Float
Tank Age 24 Vatile sillizs 06/16/1998 Tank Material Fiberglass . Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
””””””””””””””” o . Pipinginstalled ~ Tank  Piping o e
| el R | Date Construction Construction  PouPiealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/30/2020 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery Yes
. Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date Test Date 04/11/2020 Leek Dacsiion Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 07 ) Ball Float
Tank Installed - Fiberglass . . . . . "

Tank Age 24 Date 06/16/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xﬂ;ﬁ,ngh Level
””””””””””””””” - . Pipinglnstalled ~ Tank  Piping oo o
| el - . Date Construction Construction  Pouniealed - AST oo

Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestDate 0002020 festbate Leak Detection _ Gauging0.2 ___ Defection oz ] .
- Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 03/10/2020 Leak Detection Detection Energy Act No
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Gilbarco-Veeder

Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Root/8484 Series
PLLD
Tank Code 08 ) Ball Float
Tank Age 24 Vil sl 06/16/1998 Tank Material Fiberglass . Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
”””””””””””””” o oo Pipinginstalled ~ Tank  Piping o e
Tag Number 1699 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  O00BOZO%0  testpate Leak Detection _ Gauging0.2 ___ Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 08/15/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Cascade County in the City of Great Falls
Location: CIRCLE K STORE 2746059 Facility Code: 19059
601 Northwest Bypass Last Inspected On: 09/09/2020
Great Falls, MT 59404-2480 Cascade System Facility ID:07-13729 Operating Permit Renewal Date: 12/04/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Brad Lee, UST Class B Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
TenkCode 01 e R S T Flapper
Tank Age 26 Date 07/17/1996 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xgl\r/ri;ngh Level
Tag Number 3359 Spill Test Date g stz VELTE IS Double Walled AST No

Date Construction Construction
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Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Ro0t/8484 Series
PLLD

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

07/17/1996

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

07/17/1996

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Facility Summary in Cascade County in the City of Great Falls

Location: CIRCLE K STORE 2746273
1020 15th St. N
Great Falls, MT 59401-1238 Cascade

Facility Code: 18687
Last Inspected On: 09/09/2020

System Facility ID:07-08069 Operating Permit Renewal Date: 12/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Brad Lee, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
LSSt 04 Tank Age 24 EZ?: i fe 05/15/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
TagNumber 2005 | Spill TestDate o720z FPIM@Installed Tk opewaled PG DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/30/2020 Test Date 09/16/2009 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 03/08/2020 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 07/21/2022 ATG Type EMC Veeder
Root/8484 Series
PLLD
LES(ele s 05 Tank Age 24 Jankinstalled - 55151908 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types | Flapper Valve
””””””””””””””” oo Pipinginstalled  Tank oo Piping L e
Tag Number 2996 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/30/2020 Test Date 09/16/2009 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. : . Continuous
Capacity 8000 ATG Test Date L2 M 11253 03/26/2020 SEHIC Y '!'ank Seconglary e Interstitial Energy Act No
Test Date Leak Detection Detection Monitoring
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Gilbarco-Veeder

Root/TLS-
5 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Ro0t/8484 Series
PLLD
LSS0l 06 Tank Age 24 BZ?: Tl fze 05/15/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve
”””””””””””””” - . Pipinglnstalled ~ Tank ... Piping oo
Tag Number 2997 Spill Test Date Date - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/30/2020 Test Date 09/16/2009 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . . Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 8000 ATG Test Date Test Date 03/06/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
RooOt/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8484 Series
PLLD
Facility Summary in Cascade County in the City of Great Falls
Location: CIRCLE K STORE 2746724 Facility Code: 30637
2260 10th Ave S Last Inspected On: 12/01/2021
Great Falls, MT 59405 Cascade System Facility 1D:56-13975 Operating Permit Renewal Date: 03/30/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera
Owner/Operator: Rocky Mountain Oil LLC
Brad Lee, UST Class B Global Operator
Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator
Tank Code oo . 1 Ball Float
Tank Age 22 Vel sl iz 10/01/2000 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
Tag Number 4219 Spill Test Date  06/28/2021  FIping Installed VELTLS Double-Walled ~ FIPINg Double Walled  AST No

Report Created: 11/1/2022
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/28/2021 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. ) Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 15000 ATG Test Date 06/28/2021 07/20/2018 - Interstitial : Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date  06/28/2021 ATG Type EMC Veeder
Root/8484 Series
PLLD
Tank Code 02 : Ball Float
Tank Installed . Fiberglass . . . . . I
Tank Age 22 Date 10/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri,ngh Level
TagNumber 4220 | Spill Test Date o620z FPiMgnstalled Tk opewaled PG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0 EEECCBUNNNNES . NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestDate = OGR82021  festpate Leak Defection  Gaugng 0.2 Defection epez ] e
" n Continuous : Continuous
Capacity 10000 ATG Test Date  06/28/2021 #'e'z E‘Eﬂ';t”ess 07/20/2018 fsgl‘(”l‘)deat‘;ggﬂk Interstitial gg‘t’gc”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Root/TLS-
5 350/Gilbarco
Overfill Test Date 06/28/2021 ATG Type EMC Veeder
Ro0t/8484 Series
PLLD

Facility Summary in Cascade County in the City of Great Falls

Location: CIRCLE K STORE 2746730
1428 3rd St NW
Great Falls, MT 59404-1928 Cascade

Facility Code: 30632
Last Inspected On: 12/01/2021

System Facility 1D:56-13970 Operating Permit Renewal Date: 03/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000

Operator Contact: Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator
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Jeff Reed, UST Class B Global Operator
Veronica Rivera, UST Class A Operator

Uil Bl 01 Tank Installed Fiberglass Ball Float
Tank Age 22 Date 07/07/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri;ngh Level
TagNumber 4203 | Spill TestDate  oerooz1  FPingnstalled Tk opewaled PG DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/29/2021 Test Date Leelk DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. . Continuous ; Continuous
Capacity 15000 ATG TestDate  06/29/2021 #'e";t’ g‘gtgt”ess 10/29/2018 fzgl‘(’%de":;ggﬂk Interstitial geefgcnt‘ijoar:y PIpe | terstitial Energy Act No
Monitoring Monitoring
Veeder Root/8484
Overfill Test Date  02/21/2022 ATG Type Series
PLLD;Veeder
Root/TLS-450
Tank Code 02 ) Ball Float
Tank Installed - Fiberglass . . . . . "
Tank Age 22 Date 07/07/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xﬂ;ﬁ,ngh Level
TagNumber 4204 | Spill TestDate o600z FPiM@nstelled Tank o opewaled  BPING DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 06/29/2021 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
n " Continuous : Continuous
Capacity 10000 ATG Test Date  06/29/2021 #'ens‘i E‘gtgt”ess 06/14/2018 Egglc(’ %‘ﬁ;‘éggﬂk Interstitial [S)Z‘t’gcnt?oar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
Veeder Root/8484
. Series
Overfill Test Date 02/21/2022 ATG Type

PLLD;Veeder
Root/TLS-450

Facility Summary in Cascade County in the City of Great Falls

Location: CITY MOTOR CO INC
3900 10th Ave S
Great Falls, MT 59405-3648 Cascade

Facility Code: 18597
Last Inspected On: 02/04/2020

System Facility ID:07-05853 Operating Permit Renewal Date: 07/01/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City Motors 4067614900
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Operator Contact: Ken Myers

Owner/Operator: City Motors

Casey Oneill, UST Class B Operator
Ken Myers, UST Class A Operator
Ken Myers, UST Class B Operator

Tank Code 06 ) . Flapper
Tank Installed n Fiberglass . - Fiberglass " o
Tank Age 33 Date 09/01/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xlé;;{\r/r?{ngh Level
”””””””””””””” e oo  Pipinginstalled  Tank  Piping . aer
Tag Number 2365 Spill Test Date 04/27/2020 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . ) .
Tank Status Use MLLD Test Date 02/04/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Cocire RN | TestDate Leak Detection _ Gauging 0.2 Defection - Tightness Testing YePOrRECOVEn” Mo
n Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Test Date 02/04/2020 Leak Detection Detection Energy Act No
EMCO
. Electronics/EECO
Overfill Test Date 04/27/2020 ATG Type 1500:Veeder
Root/
Tank Code 07 Tank Installed . Fiberglass - - Fiberglass " .
Tank Age 33 Date 09/01/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| el | Date Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
R ohtese NN | TestDate Leak Detection _ Gauging 0.2 Defection - Tighiness Test  VePOrRecoveny Mo
n Line Tightness Secondary Tank Secondary Pipe
Capacity 3000 ATG Test Date Test Date 02/04/2020 Leak Detection Detection Energy Act No
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500

Facility Summary in Cascade County in the City of Great Falls

Location: FEDERAL AVIATION ADMIN AIRWAY TERMINAL
2830 Airport Ave A
Great Falls, MT 59404-5544 Cascade

Facility Code: 18445
Last Inspected On: 03/11/2021

System Facility 1D:07-02558 Operating Permit Renewal Date: 03/26/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Federal Aviation Admin Great Falls 4067888041

Operator Contact: Joe Konesky

Owner/Operator: Federal Aviation Admin Great Falls

Joe Konesky, UST Class A Operator
Joe Konesky, UST Class B Global Operator

LEULSERbE S2 Tank Age 25 EZ?J; iz e 07/31/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o ... Pipinglnstalled ~ Tank  Piping oo e
Tag Number 1048 Spill Test Date Date - oS TEien Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D . A .
Tank Status Use MLLD Test Date Test Date 05/07/2012 Type 3.0 Not Required Piping Type U.S. Suction CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe 3-Year Line
Product Diesel PLLD Test Date Test Date Ler Daicsiom Deferred Detection Tightness Test Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 1500 ATG Test Date Test Date 03/11/2021 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Facility Summary in Cascade County in the City of Great Falls
Location: FEDERAL AVIATION ADMIN ARSR 4 Facility Code: 19056
Bootlegger Rdg Last Inspected On: 03/25/2021
Great Falls, MT 59401 Cascade System Facility ID:07-13710 Operating Permit Renewal Date: 06/15/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067888041

Operator Contact: Joe Konesky

Owner/Operator: Federal Aviation Admin Great Falls

Joe Konesky, UST Class A Operator
Joe Konesky, UST Class B Global Operator

LSS0 st Tank Age 26 BZ?EI!( I 128 04/01/1996 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
”””””””””””””” - ... Pipinglnstalled ~ Tank  Piping oo e
Tag Number 4564 Spill Test Date Date - oS T Double Walled AST Yes
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Currently in Sump Tightness Catastrophic L.D  Dialer;Continuous . . ’
Tank Status Use MLLD Test Date Test Date 03/24/2021 Type 3.0 Interstitial Piping Type Pressurized CP Met Types
Monitoring
. . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe P
Product Diesel PLLD Test Date Test Date Leak Detection Detection :Gter_stltl_al Vapor Recovery No
onitoring
Capacity 2000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Test Date

Leak Detection

Auto

Detection

Overfill Test Date ATG Type

Facility Summary in Cascade County in the City of Great Falls

Location: GAS N SHOP
101 Smelter Ave NE
Great Falls, MT 59404 Cascade

Facility Code: 18595
Last Inspected On: 12/09/2020

System Facility ID:07-05851 Operating Permit Renewal Date: 03/27/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Muhar LLC;Sandeep Muhar 4066246912;4086246912

Operator Contact: Gurinderbir Muhar;Harinder Singh 4068682062;4086609884

Owner/Operator: Muhar LLC

Owner/Operator: Sandeep Muhar

Frank Kruse, UST Class B Operator

Gurinderbir Muhar, UST Class A Operator
Gurinderbir Muhar, UST Class B Global Operator
Harinder Singh, UST Class A Operator

Sandeep Muhar, UST Class B Global Operator

LEULSERbE 06 Tank Age 34 EZ?J; iz e 07/21/1988 Tank Material Steel Clad Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types High Level Alarm
Tag Number 1251 Spill Test Date Ei;ti:g i lze -(I;?)T(struction Eigrzggruction None AST No

Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types Non-corrodible
B -~ BN | esoae (cak becion__ Gaugrgo2 Detecton’ | vapor Recovery Mo
Capacity 4000 ATG Test Date #L"S? Eigt';t”ess 02/28/2006 fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Overfill Test Date ATG Type
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Tank Code 07 Tank Installed . . . Fiberglass g h
Tank Age 34 Date 07/21/1988 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
- . - s pate” Constuction Construction N R Yo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Coccre. DN | TestDate Leak Detection  Gauging0.2  Defection oz ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 09/26/2020 Lerk e Detection Energy Act No
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 08 Tank Installed . - . Fiberglass . .
Tank Age 34 Date 07/21/1988 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1253 Spill Test Date Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 09/28/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Cascade County in the City of Great Falls

Location: GAS N SHOP 2
101 Truman Ave
Great Falls, MT 59404-6210 Cascade

Facility Code: 18333
Last Inspected On: 12/09/2020

System Facility ID:07-00097 Operating Permit Renewal Date: 03/13/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Kevin Joyce;Sandeep Muhar 4065863531;4086246912

Operator Contact: Gurinderbir Muhar;Perry Joyce 4086609884

Owner/Operator: Kevin Joyce

Owner/Operator: Sandeep Muhar
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Gurinderbir Muhar, UST Class A Operator
Gurinderbir Muhar, UST Class B Global Operator
Kevin Joyce, UST Class B Global Operator
Maureen Pettis, UST Class B Operator

Perry Joyce, UST Class A Operator

Sandeep Muhar, UST Class B Global Operator

Currently in

Gasoline

Report Created: 11/1/2022

03/04/1990

03/04/1990

02/14/2005

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Veeder Root/8590
Series
DPLLD;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

ELLD 0.2 No



Continuous

Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date Test Date 12/09/2020 Leak Detection Detection |nter;titi_a| Energy Act No
Monitoring
”””””””””””””””””””””””””””””””””””””””””””””””””” VeederRoot8590
Overfill Test Date ATG Type gl%rll_tle_SIID;Vee der
Root/TLS-450

Facility Summary in Cascade County in the City of Great Falls

Location: GENERAL DISTRIBUTING CO INC
430 17th Ave NE
Great Falls, MT 59404-1936 Cascade

Facility Code: 18325
Last Inspected On: 06/25/2020

System Facility 1D:07-00081 Operating Permit Renewal Date: 06/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: General Distributing Co Inc 4064541351
Operator Contact: Sean Kelley 4064541351
Owner/Operator: General Distributing Co Inc
Sean Kelley, UST Class A Operator
Sean Kelley, UST Class B Global Operator

Tank Code | oo ] Tank Installed oo oo I Fiberglass | = N 1. e

Tank Age 44 Date 02/14/1978 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

" Piping Installed Tank Piping
Tag Number 1206 Spill Test Date Date Construction Construction None AST No
Temporarily Sump Tightness Catastrophic L.D . o )
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
. n Statistical . .
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Inventory Detection Deferred Vapor Recovery No
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe

Cepaey 2000 AV TESE DENE Test Date Leak Detection Detection S o ect No

Overfill Test Date ATG Type
Tank Code 02 Tank Installed - Fiberglass . . . ) .

Tank Age 44 Date 02/14/1978 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

. Piping Installed Tank Piping
Tag Number 1207 Spill Test Date Date ConeiEiem SonSTEiem None AST No
Temporarily Sump Tightness Catastrophic L.D . - !
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
. . Statistical q g
. Tank/Piping CP Primary Tank Primary Pipe

Product Gasoline PLLD Test Date Test Date Leak Detection Inventory Detection Deferred Vapor Recovery No

Report Created: 11/1/2022

Reconciliation
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Line Tightness

Secondary Tank

Secondary Pipe

CEpeeiy 4000 AV ESE DR Test Date Leak Detection Detection EEER A No
Overfill Test Date ATG Type
Tank Code 03 Tank Installed . Fiberglass . . . . .
Tank Age 44 Date 02/14/1978 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1208 Spill Test Date Date Construction Construction None AST No
Temporarily Sump Tightness Catastrophic L.D . o .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
. n Statistical . .
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Inventory Detection Deferred Vapor Recovery No
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
CHpaey; 6000 AV TTEST DR Test Date Leak Detection Detection SR /A No
Overfill Test Date ATG Type
Facility Summary in Cascade County in the City of Great Falls
Location: GREAT FALLS FLYING J Facility Code: 30784
3715 31st St SW Last Inspected On: 11/24/2021
Great Falls, MT 59404-4700 Cascade System Facility ID:56-14148 Operating Permit Renewal Date: 04/09/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Great Falls 6 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Great Falls 6 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code oo . 90O T 000 | Ball Float
Tank Installed . Fiberglass _ . Fiberglass q .
Tank Age 17 Date 02/25/2005 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:xZ,Flapper
I o | Spill TestDate  o7iosoz1  FPIMGINStalled oo Tank oo iwaieg PPN DoubleWalled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Statistical n n Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Diesel PLLD Test Date 07/29/2022 Test Date Leak Detection Inventory _ Detection Inventory ‘ Vapor Recovery No
Reconciliation Reconciliation
. . Continuous ; Continuous
Capacity 20000 ATG TestDate  07/29/2022 e g‘gtgt”ess 02/29/2016 fzgl‘(’%de":;ggﬂk Interstitial geefgcnt‘ijoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
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Currently in
Use

Report Created: 11/1/2022

02/25/2005

02/25/2005

02/25/2005

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass

Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
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Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Pressurized

Ball Float
Valve;Flapper
Valve

Ball Float
Valve;Flapper
Valve

Ball Float
Valve;Flapper
Valve

Non-corrodible



- " Statistical 5 n Statistical
Product Gasoline PLLD Test Date 07/29/2022 iggfﬁ;{’éng €r E;g?(al%tzac':ilgn Inventory I:P)gtne]gtri){) E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
" n Continuous : Continuous
Capacity 12000 ATG TestDate  07/29/2022  o© E‘Eﬂ';t”ess 02/23/2016 fggl‘(”l‘)de"’t‘;gggk Interstitial SZ‘t’gC”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/08/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 05 Tank Installed : Fiberglass . . . ) .
Tank Age 9 Date 05/01/2013 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Tag Number 5420 Spill Test Date Piping Installed 55,5013 VEmE Double-Walled ~ HIPING None AST No
Date Construction Construction
Sump Tightness Catastrophic L.D - :
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Pressurized CP Met Types
DEF (Not Tank/Piping CP Primary Tank Primary Pipe
Product Regulated) PLLD Test Date Test Date Leak Detection Deferred Detection Deferred Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe Deferred;Not
(CETEHE 10000 SIS TESH PELE Test Date Leak Detection Detection Listed Energy Act Yes

Overfill Test Date ATG Type
Facility Summary in Cascade County in the City of Great Falls

Location: GREAT FALLS INTERNATIONAL AIRPORT FUEL FARM 1
1931 Airport Ct
Great Falls, MT 59404-5599 Cascade

Facility Code: 18828
Last Inspected On: 09/01/2022

System Facility ID:07-10676 Operating Permit Renewal Date: 10/11/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls International Airport

Operator Contact: Mike Cunningham;Rod Hall 4067273404,4067817242

Owner/Operator: Great Falls International Airport

Mike Cunningham, UST Class A Operator
Mike Cunningham, UST Class B Operator
Rod Hall, UST Class A Operator
Rod Hall, UST Class B Operator

Tank Code 10 Tank Installed . Fiberglass - . - . .
Tank Age 27 Date 11/01/1995 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 3749 Spill Test Date Date S oSG None AST No
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Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Not Listed CP Met Types Non-corrodible
Jet Fuel (Jet- . . . . .
) Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product ?Pé;et Al, PLLD Test Date Test Date 08/31/2006 Leak Detection Gauging 0.2 Detection Vapor Recovery No
| N 09090900 e Line Tightness Secondary Tank Secondary Pipe oo
Capacity 20000 ATG Test Date 09/01/2022 Test Date Lerk e Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  10/10/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 11 Tank Installed - Fiberglass . . - . .
Tank Age 27 Date 11/01/1995 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3750 Spill Test Date Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Not Listed CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Aviation Gas | PLLD Test Date Test Date 08/31/2006 Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale  O09OL2022  Testpate Leak Detection Detecton .
Gilbarco-Veeder
Overfill Test Date  10/10/2022 ATG Type RoOt/TLS-
350/Gilbarco EMC
Facility Summary in Cascade County in the City of Great Falls
Location: GREAT FALLS SINCLAIR Facility Code: 18422
620 57th St S Last Inspected On: 03/31/2021
Great Falls, MT 59405-3940 Cascade System Facility ID:07-02087 Operating Permit Renewal Date: 03/31/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Set Five LLC Harlowtown 4066324630
Operator Contact: Derek Richardson;Greg Haines;William Raaen 4062319465;4065902667;4067500090

Owner/Operator: Set Five LLC Harlowtown

Derek Richardson, UST Class A Operator

Derek Richardson, UST Class B Global Operator
Greg Haines, UST Class A Operator

Greg Haines, UST Class B Operator

Mitzi MclIntosh, UST Class B Operator

NayOmie Bean, UST Class B Global Operator
Norm Jensen, UST Class B Operator
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Roberta Gresham, UST Class B Operator

Thomas Ohagan, UST Class B Global Operator

William Raaen, UST Class A Operator
William Raaen, UST Class B Operator

Tank Code 01 Tank Installed - A - Fiberglass q )
Tank Age 44 Date 04/04/1978 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1933 Spill Test Date  00/09/2020  FiPing Installed ;55,1990 Es RELT. None AST No
Date Construction Construction
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Out of Use MLLD Test Date 09/09/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PEEILE! Diesel FEHD T (B Test Date 09/09/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 09/09/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  09/09/2020 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed 5 fef : Fiberglass g .
Tank Age 44 Date 04/04/1978 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1934 Spill Test Date  09/09/2020  FiPing Installed ;> 5/1g9g e gty None AST No
Date Construction Construction
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line . ) Impressed
Tank Status Out of Use MLLD Test Date 09/09/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
P W Gasoline FE AR Test Date 09/09/2020 Leak Detection Gauging 0.2 Detection Tightness Testing RERRRREC LV No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 09/09/2020 Leek Dacsiin Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  09/09/2020 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed - A - Fiberglass q )
Tank Age 44 Date 04/04/1978 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1935 Spill Test Date  09/09/2020  FiPing Installed ;55,1990 Es RELT. None AST No
Date Construction Construction
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line - . Impressed
Tank Status Out of Use MLLD Test Date 09/09/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline FEERIIES P Test Date 09/09/2020 Leak Detection Gauging 0.2 Detection Tightness Testing Vel [HEEeEs) R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 09/09/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  09/09/2020 ATG Type Root/TLS-

350/Gilbarco EMC
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Facility Summary in Cascade County in the City of Great Falls
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Location: GREAT FALLS TRANSIT DISTRICT
3905 N Star Blvd
Great Falls, MT 59405-1036 Cascade

Facility Code: 18560
Last Inspected On: 02/09/2022

System Facility ID:07-05346 Operating Permit Renewal Date: 06/02/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls Transit District

Operator Contact: Nadine Hanning 4067270382
Owner/Operator: Great Falls Transit District
Chad Peterson, UST Class B Global Operator
Nadine Hanning, UST Class A Operator
TankCode o1 ... Tank Installed ool oo I Fiberglass I Fiberglass |yt B
Tank Age 37 Date 05/06/1985 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1233 Spill Test Date 02/09/2022 Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
| e ATGTestbale 02092022 Testate CAOBIE0%2  LeakDetection Detecton .
Gilbarco-Veeder
Overfill Test Date  05/10/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 37 Date 05/06/1985 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
| el Spil Testbaie 020082022 pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Gravity Feed CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line
R ohtese NN | TestDate Leak Detection _ Gauging 0.2 Defection - Tighiness Test  VePOrRecoveny Mo
n Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 02/09/2022 Test Date 02/09/2022 Leak Detection Detection Energy Act No
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Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Great Falls
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Location: H AND R #1
3200 10th Ave S
Great Falls, MT 59405 Cascade

System Facility ID:07-00092

Facility Code: 18331

Last Inspected On: 09/19/2022

Operating Permit Renewal Date: 11/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Singh Inc

4068682062

Operator Contact: Harinder Singh;Rajinder Singh

4067614791,4068682062

Owner/Operator: Singh Inc

Frank Kruse, UST Class B Global Operator
Frank Kruse, UST Class B Operator
Harinder Singh, UST Class A Operator
Rajinder Singh, UST Class A Operator

Tank Code 01 Tank Installed 5 Cathodically fef : Fiberglass g
Tank Age 52 Date 12/31/1970 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Lined Piping
Tag Number 3839 Spill Test Date 08/17/2022 " Interior/Impressed " None AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
Product Gasoline PLLD Test Date 09/06/2018 Test Date 09/07/2022 Leel DeEsim Gauging 0.1 BT Tightness Testing Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OTI2022  Testpate COMLZ  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date  10/19/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed 5 Cathodically fef : Fiberglass g
Tank Age 52 Date 12/31/1970 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3840 Spill Test Date  08/17/2022  HPing Installed el :_ri?:r(ijorllm ressed LIPINg None AST No
g P Date Construction P Construction
Current
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
Product Gasoline PLLD Test Date 09/06/2018 Test Date 09/07/2022 Lerk Daicsiiom Gauging 0.1 Detection Tightness Testing Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OTI2022  Testpate OUPSIZNS  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date  09/19/2022 ATG Type Root/TLS-

350/Gilbarco EMC

Report Created: 11/1/2022
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Use

Overfill Test Date

09/19/2022

Tank Installed
Date

Piping Installed
Date

Sump Tightness
Test Date

Tank/Piping CP
Test Date

Line Tightness
Test Date

Tank
Construction

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

ATG Type

Cathodically
Protected Steel

Lined
Interior/Impressed
Current

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.1

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Piping

Primary Pipe
Detection

Secondary Pipe
Detection

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Impressed
Current

Location: H AND R #2
1300 12th Ave S
Great Falls, MT 59405 Cascade

Facility Summary in Cascade County in the City of Great Falls

System Facility 1D:07-00082

Facility Code: 18326

Last Inspected On: 12/08/2020

Operating Permit Renewal Date: 05/29/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Singh Inc

4068682062

Operator Contact: Harinder Singh;Rajinder Singh

4067614791,4068682062

Owner/Operator: Singh Inc

Capacity

Frank Kruse, UST Class B Global Operator
Frank Kruse, UST Class B Operator
Harinder Singh, UST Class A Operator
Rajinder Singh, UST Class A Operator

Use

Report Created: 11/1/2022

ATG Test Date

Tank Installed
Date

Piping Installed
Date

Sump Tightness
Test Date

Tank/Piping CP
Test Date

Line Tightness
Test Date

12/07/2020

Tank
Construction

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Piping
Construction

Primary Pipe
Detection

Secondary Pipe
Detection
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Interstitial
Monitoring

ELLD 0.2

Energy Act



Overfill Test Date

ATG Type

Gilbarco/TLS-
350;Gilbarco-
Veeder Root/TLS-
350;Veeder Root/

Tank Code 04 Tank Installed - Fiberglass . . . . .
Tank Age 11 Date 11/01/2011 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 5340 Spill Test Date Piping Installed ;5,1 1/5919 L Double-Walled ~ RIPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Gasoline PLLD Test Date 09/04/2020 i:rs]tk g’;&ng G 09/13/2010 Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:tTe 2{?(’) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 10000 ATG Test Date Test Date 12/05/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco/TLS-
350;Gilbarco-

Overfill Test Date

ATG Type

Veeder Root/TLS-
350;Veeder Root/

Location: HAND R #4

Facility Summary in Cascade County in the City of Great Falls

Facility Code: 18330
Last Inspected On: 03/30/2022
Operating Permit Renewal Date: 05/29/2025

5600 3rd Ave S

Great Falls, MT 59405-1726 Cascade System Facility ID:07-00090

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Hand R Inc

4068682062

Operator Contact: Harinder Singh;Rajinder Singh

4067614791,4068682062

Owner/Operator: Hand R Inc

Frank Kruse, UST Class B Global Operator
Frank Kruse, UST Class B Operator
Harinder Singh, UST Class A Operator
Rajinder Singh, UST Class A Operator

Tank Code 04

Tag Number 6074
Currently in

Tank Status Use

Report Created: 11/1/2022

MLLD Test Date

Tank Installed
Date

Piping Installed
Date

Sump Tightness
Test Date

08/03/2021 Tank Material
Tank

08/03/2021 Construction

11/01/2021 Catastrophic L.D

Type 3.0

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Piping Material

Piping

Construction

Piping Type

Page [57] of [146]

Pressurized CP Met Types

Galvanic



11/15/2021

11/15/2021

11/15/2021

Location: HAND R INC #5

08/03/2021

08/03/2021

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Facility Summary in Cascade County in the City of Great Falls

Report Created: 11/1/2022

3601 10th Ave S
Great Falls, MT 59405 Cascade

System Facility ID:07-03973

Facility Code: 18494

Continuous

Interstitial Yes
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial Yes
Monitoring

Last Inspected On: 12/08/2020
Operating Permit Renewal Date: 03/27/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Singh Inc 4068682062

Operator Contact: Harinder Singh;Rajinder Singh 4067614791;4068682062

Owner/Operator: Singh Inc

Frank Kruse, UST Class B Global Operator
Frank Kruse, UST Class B Operator
Harinder Singh, UST Class A Operator
Rajinder Singh, UST Class A Operator

Tank Code 06 Tank Installed . Fiberglass - . . . . .
Tank Age 31 Date 06/01/1991 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1248 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 12/08/2020 Test Date Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 07/12/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 07 Tank Installed . Fiberglass - : : : n :
Tank Age 31 Date 06/01/1991 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1249 Spill Test Date Date - oS Eem None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 12/08/2020 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 08/13/2020 Leek Dacsiion Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
LSSt 08 Tank Age 31 Ve i e 06/01/1991 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types High Level Alarm

Report Created: 11/1/2022

Date

Reinforced Plastic
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Piping Installed

Piping

| .. ate Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestDate 12082020 festpate Leak Defection  Gaugng 0.2 Defection epez ] e
. Line Tightness Secondary Tank Secondary Pipe

Capacity 10000 ATG Test Date Test Date 10/06/2020 Lerk e Detection Energy Act No
Gilbarco-Veeder
Root/TLS-

Overfill Test Date ATG Type 350/Gilbarco

EMC;Veeder
Root/

Facility Summary in Cascade County in the City of Great Falls

Location: HALL TRANSIT CO
2620 Upper River Rd
Great Falls, MT 59405-7231 Cascade

Facility Code: 18626
Last Inspected On: 07/14/2020

System Facility 1D:07-06402 Operating Permit Renewal Date: 08/06/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Darlene Cashman;Hall Transit Co 4064425654
Operator Contact:
Owner/Operator: Darlene Cashman
Owner/Operator: Hall Transit Co
TankCode 02 ... Tank Installed oo o I Fiberglass I Fiberglass |y I A
Tank Age 31 Date 11/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1268 Spill Test Date Date - S o None AST No
Temporarily Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Out of Use MLLD Test Date 07/14/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEELE! Diesel P T el Test Date 0711412020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREF (REEaEt) R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 07/14/2020 Leelk DeEEiim e Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Report Created: 11/1/2022

Facility Summary in Cascade County in the City of Great Falls
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Location: KEITHS COUNTRY STORE
1621 10th Ave S
Great Falls, MT 59405 Cascade

Facility Code: 18394
Last Inspected On: 09/29/2020

System Facility ID:07-01418 Operating Permit Renewal Date: 12/02/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Keiths Country Store 4067277114
Operator Contact: David Keith;Theresa Keith 4068622578
Owner/Operator: Keiths Country Store
Anna Dion, UST Class B Operator
David Keith, UST Class A Operator
David Keith, UST Class B Operator
Theresa Keith, UST Class A Operator
Tank Code 3 . 4929200 OB T 000 | Flapper
Tank Installed . Fiberglass . . Fiberglass . o
Tank Age 23 Date 04/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ;ﬁ,ngh Level
”””””””””””””” oo ... Ppinglnstalled  Tank  Piping el
I | Spil Testbate  0O07RO% pae Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe ELLD 0.1;ELLD
I ol ] PLLDTestDaie  OOO7R2021  testbate Leak Detection _ Gauging 02 Defection | 02 | e
- Line Tightness Secondary Tank Secondary Pipe
e ATGTestbaie  OOOTED2L  Testpate OO09/2020  LeakDetecon Detecon e
Gilbarco-Veeder
Overfill Test Date 06/07/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 04 . . Flapper
Tank Age 23 Tl siietlizs 04/01/1999 Tank Material Flb_erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
”””””””””””””” G oo  Pipinginstalled  Tank  Piping . aer o
Tag Number 3989 Spill Test Date 06/07/2021 Date S oSG None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe ELLD 0.1;ELLD
I Gasolne  PLLDTestbate  OWOW202L  Testpae Leak Detection  Gauging0.2  Defection 02 .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 06/07/2021 Test Date 04/27/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 06/07/2021 ATG Type Root/TLS-

350/Gilbarco EMC

Report Created: 11/1/2022
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Tank Code 05 : . Flapper
Tank Installed - Fiberglass A - Fiberglass q o

Tank Age 23 Date 04/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/ri,ngh Level
”””””””””””””” oo o ..  Ppinglstalled  Tank  Piping el
I | Spil Testbate 0007202 pae Construction Construction MM . oo

Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe ELLD 0.1;ELLD
I Gasolne  PLEDTestDate  OGOTEOZL  festpate Leak Defection  Gaugng 0.2 Defection 02 | e
5 Line Tightness Secondary Tank Secondary Pipe
| e ATGTestDate  O0OOTR0ZL  Testpate COof2L2020 Leakpetection Detection .
Gilbarco-Veeder
Overfill Test Date 06/07/2021 ATG Type RooOt/TLS-

350/Gilbarco EMC
Facility Summary in Cascade County in the City of Great Falls

Location: KERNAGHANS SERVICE 8TH AVE N
1507 8th Ave N
Great Falls, MT 59401-1749 Cascade

Facility Code: 18524
Last Inspected On: 09/06/2022

System Facility 1D:07-04508 Operating Permit Renewal Date: 10/26/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: James Kernaghan 4064529505
Operator Contact: Jeff Rearden

Owner/Operator: James Kernaghan

Bob Burns, UST Class B Operator

Jeff Rearden, UST Class A Operator

Steve Monaco, UST Class B Operator
TankCode 03 ... Tank Installed oo o0 o - I Fiberglass |y I A

Tank Age 33 Date 07/28/1989 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1473 Spill Test Date 11/01/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 11/01/2021 Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe

Capacity 7500 ATG Test Date 11/01/2021 Test Date 04/17/2019 Leak Detection Detection Energy Act No

Report Created: 11/1/2022
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Report Created: 11/1/2022

11/02/2021

11/02/2021

11/02/2021

11/01/2021

07/28/1989

07/28/1989

07/28/1989

04/12/2019

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass )
Steel Clad Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass .
Steel Clad Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass .
Steel Clad Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Report Created: 11/1/2022

11/02/2021

11/02/2021

11/02/2021

11/01/2021

07/28/1989

07/28/1989

07/29/1982

04/17/2019

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass )
Steel Clad Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.1

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass .
Steel Clad Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.1

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Fiberglass Fiberglass .
Reinforced Plastic Reinforced Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.1
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8494 Series
WPLLD

Facility Summary in Cascade County in the City of Great Falls

Overfill Test Date  11/02/2021 ATG Type

Location: KERNAGHANS SERVICE 9TH AVE N
1504 9th Ave N
Great Falls, MT 59401-1301 Cascade

Facility Code: 18525
Last Inspected On: 08/10/2020

System Facility 1D:07-04509 Operating Permit Renewal Date: 09/03/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: James Kernaghan 4064529505
Operator Contact: Jeff Rearden
Owner/Operator: James Kernaghan
Bob Burns, UST Class B Operator
Dennis Albrecht, UST Class B Operator
Jeff Rearden, UST Class A Operator
Steve Monaco, UST Class B Operator
Tank Code | o5 ] Tank Installed  coaioon ek vare I Cathodically | = N . I I
Tank Age 24 Date 05/23/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| e - . Date Construction Construction  Pouniealed - AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Coire IR | TestDate COl05/2020  lLeakDetection  Gauging02 _Defection oz ] .
- Line Tightness Secondary Tank Secondary Pipe
D | B | TestDate HIOYEOL9  LeakDetection Detection .
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed ; Cathodically . : - ) g )
Tank Age 24 Date 05/23/1998 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1481 Spill Test Date Date S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic

Report Created: 11/1/2022
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Report Created: 11/1/2022

05/23/1998

05/23/1998

05/23/1998

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically

Protected Steel Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC
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Facility Summary in Cascade County in the City of Great Falls

Location: LITHIA BUICK GMC
26 9th St S
Great Falls, MT 59401-3757 Cascade

Facility Code: 18808
Last Inspected On: 03/31/2020

System Facility ID:07-10262 Operating Permit Renewal Date: 03/31/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Lithia Real Estate Inc Great Falls

Operator Contact: Mark McCarthy

Owner/Operator: Lithia Real Estate Inc Great Falls

Dan Noland, UST Class B Operator
Mark McCarthy, UST Class A Operator
Mark McCarthy, UST Class B Global Operator

Tank Code 01 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 46 Date 01/27/1976 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 430 Spill Test Date gy lusiizle UELTLS Piping None AST No

Date

Construction

Temporarily Sump Tightness Catastrophic L.D . . . ) .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. . Statistical . .
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date Test Date L eak Detection Inventory Detection Deferred Vapor Recovery No
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 1998 ATG Test Date Test Date Leak Detection Energy Act No

Detection

Overfill Test Date
Facility Summary in Cascade County in the City of Great Falls

Location: LOAF 'N JUG #765
3726 2nd Ave N
Great Falls, MT 59401-3010 Cascade

Facility Code: 18493
Last Inspected On: 02/10/2022

System Facility 1D:07-03920 Operating Permit Renewal Date: 03/06/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mini Mart Inc dba Loaf ‘N Jug Pueblo 5139641568

Operator Contact: Nicole Younger-Taylor;Theodore Bezel;Mini Mart Inc dba Loaf 3078717831;5139641568
‘N Jug Pueblo

Report Created: 11/1/2022 Page [67] of [146]



Owner/Operator: Mini Mart Inc dba Loaf ‘N Jug Pueblo

Nicole Younger-Taylor, UST Class A Operator
Theodore Bezel, UST Class A Operator
Theodore Bezel, UST Class B Global Operator
Theodore Bezel, UST Class B Operator

Timothy Osterman, UST Class B Global Operator
Timothy Osterman, UST Class B Operator

Cathodically
Protected Steel

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Manual Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

03/24/1984

Flexible Plastic Flapper Valve

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Manual Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

03/24/1984

Flexible Plastic Flapper Valve

Interior/Impressed No
Current

Currently in Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2 ELLD 0.2 No

Gasoline 02/10/2022 12/29/2020
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Line Tightness Secondary Tank Secondary Pipe Manual Interstitial
Test Date Leak Detection Detection Monitoring Energy Act No

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Great Falls

Overfill Test Date 02/10/2022

Location: LOAF 'N JUG #766
900 1st Ave N
Great Falls, MT 59401 Cascade

Facility Code: 18584
Last Inspected On: 01/24/2022

System Facility ID:07-05775 Operating Permit Renewal Date: 03/06/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mini Mart Inc dba Loaf 'N Jug Pueblo 5139641568

Operator Contact: John Sumowski;Nicole Younger-Taylor;Randal
Liebnow;Theodore Bezel;Mini Mart Inc dba Loaf 'N Jug Pueblo

3078717831,5139641568

Owner/Operator: Mini Mart Inc dba Loaf 'N Jug Pueblo

John Sumowski, UST Class A Operator

Nicole Younger-Taylor, UST Class A Operator
Randal Liebnow, UST Class A Operator

Scott Huether, UST Class B Global Operator
Stevie Ulstad, UST Class B Global Operator
Stevie Ulstad, UST Class B Operator

Theodore Bezel, UST Class A Operator
Theodore Bezel, UST Class B Global Operator
Theodore Bezel, UST Class B Operator

Timothy Osterman, UST Class B Global Operator

Tank Code 01 Tank Installed - Cathodically - . . ) .
Tank Age 39 Date 04/27/1983 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1627 Spill Test Date 03/05/2021 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 01/24/2022 Test Date 01/24/2022 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 01/24/2022 Test Date 08/01/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  02/19/2021 ATG Type Root/TLS-

350/Gilbarco EMC
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Tank Code 02 Tank Installed . Cathodically . . . . .
Tank Age 39 Date 04/27/1983 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 1628 Spill Test Date  02/19/2021  Fiping Installed el Pty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECGBUNNNNES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbale  OUPAR022  Testbate Cl24/2022  LeakDetection  Gauging02 _[Defection ez ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 01/24/2022 Test Date 08/01/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date  02/19/2021 ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed - Cathodically - . . . .
Tank Age 39 Date 04/27/1983 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1629 Spill Test Date 06/30/2021 Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 01/24/2022 Test Date 01/24/2022 Ler Daicsiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 01/24/2022 Test Date 08/01/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 06/30/2021 ATG Type ROOt/TLS-
350/Gilbarco EMC
Facility Summary in Cascade County in the City of Great Falls
Location: LOAF 'N JUG #767 Facility Code: 18585
601 Smelter Ave NW Last Inspected On: 01/25/2022
Great Falls, MT 59404 Cascade System Facility ID:07-05776 Operating Permit Renewal Date: 03/06/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Mini Mart Inc dba Loaf 'N Jug Pueblo 5139641568

Operator Contact: Nicole Younger-Taylor;Randal Liebnow;Theodore Bezel;Mini  3078717831;5139641568
Mart Inc dba Loaf 'N Jug Pueblo

Owner/Operator: Mini Mart Inc dba Loaf 'N Jug Pueblo

Hiede Richardson, UST Class B Global Operator
Jennifer Coleman, UST Class B Global Operator
Nicole Younger-Taylor, UST Class A Operator
Randal Liebnow, UST Class A Operator
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Randal Liebnow, UST Class B Global Operator
Scott Huether, UST Class B Global Operator
Stevie Ulstad, UST Class B Operator

Theodore Bezel, UST Class A Operator
Theodore Bezel, UST Class B Global Operator
Theodore Bezel, UST Class B Operator

Timothy Osterman, UST Class B Global Operator
Timothy Osterman, UST Class B Operator

Toni Mullen, UST Class B Global Operator

03

01/25/2022

01/25/2022

Report Created: 11/1/2022

04/27/1983

04/27/1983

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
Protected Steel
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Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring;ELLD

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring;ELLD

Fiberglass
Reinforced Plastic

Flapper Valve

Flapper Valve



Piping Installed

Piping

I | Spil Testbate  O2MOZOZL pae Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 10/28/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe Interstitial
Product Gasoline PLLD Test Date 01/25/2022 Test Date 01/25/2022 Ler Daicsiom Gauging 0.2 Detection Monitoring;ELLD Vapor Recovery No
0.2
PN =2 . | Line Tightness ., oo Secondary Tank Secondary Pipe oo
Capacity 10000 ATG Test Date 01/25/2022 Test Date 11/13/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date 01/25/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD

Facility Summary in Cascade County in the City of Great Falls

Location: LOAF 'N JUG #768
1225 Central Ave W
Great Falls, MT 59404-3968 Cascade

Facility Code: 18586
Last Inspected On: 01/27/2022

System Facility ID:07-05777 Operating Permit Renewal Date: 03/08/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mini Mart Inc dba Loaf 'N Jug Pueblo 5139641568

Operator Contact: Chelsey Partridge;Holly Seymour;John Sumowski;Randal
Liebnow;Theodore Bezel;Mini Mart Inc dba Loaf 'N Jug Pueblo

2677998664;4067508563;5139641568

Owner/Operator: Mini Mart Inc dba Loaf 'N Jug Pueblo

Chelsey Partridge, UST Class A Operator
Chelsey Partridge, UST Class B Operator
Hiede Richardson, UST Class B Global Operator
Holly Seymour, UST Class A Operator

Holly Seymour, UST Class B Global Operator
John Sumowski, UST Class A Operator
Randal Liebnow, UST Class A Operator
Randal Liebnow, UST Class B Global Operator
Scott Huether, UST Class B Global Operator
Stevie Ulstad, UST Class B Operator
Theodore Bezel, UST Class A Operator
Theodore Bezel, UST Class B Global Operator
Theodore Bezel, UST Class B Operator
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Timothy Osterman, UST Class B Global Operator
Timothy Osterman, UST Class B Operator
Toni Mullen, UST Class B Global Operator

Cathodically
Protected Steel

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Cathodically . .
Protected Steel Flexible Plastic Flapper Valve

04/26/1972

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

i Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Cathodically
Protected Steel

04/26/1972

Flexible Plastic Flapper Valve

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial No

Gauging 0.2 Monitoring

01/27/2022 01/07/2011 ELLD 0.2 No
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Great Falls

Overfill Test Date 01/27/2022 ATG Type

Location: LOVES TRAVEL STOP GREAT FALLS #789
3219 Airport Drive
Great Falls, MT 59404 Cascade

Facility Code: 32433
Last Inspected On: 03/30/2022

System Facility ID:60-15349 Operating Permit Renewal Date: 06/06/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Loves Travel Stops and Country Stores Inc

Operator Contact: Ted Lowery;Zach Moore

Owner/Operator: Loves Travel Stops and Country Stores Inc

Ted Lowery, UST Class A Operator
Victor Valdez, UST Class B Operator
Zach Moore, UST Class A Operator
Zach Moore, UST Class B Operator

Tank Code 1 Tank Installed . Fiberglass - . . . .
Tank Age 1 Date 11/18/2021 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 6003 Spill Test Date 11/02/2021 Date 11/18/2021 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 11/02/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous n 7 Continuous
Product Gasoline PLLD Test Date 1:2:({5;?;”9 € E;Z‘(aéitzi?ilgn Interstitial ggtrggt%s'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
I | ATGTestbDate  IU2L2021  Testpate H/ZR2L LeakDetection Detection .
Franklin Fueling
Systems/TS-
Overfill Test Date  11/30/2021 ATG Type LS500
Series;Incon/TS-
5000 EVO
Tank Code 2 Tank Installed . Fiberglass - . ' . .
Tank Age 1 Date 11/18/2021 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
Tag Number 6004 Spill Test Date 11/02/2021 Date 11/18/2021 S Double-Walled oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 11/02/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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11/30/2021

11/30/2021

11/30/2021

11/18/2021

11/18/2021

11/18/2021

Continuous
Interstitial
Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
5000 EVO

Fiberglass
Reinforced Plastic

Continuous
Interstitial Yes
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial Yes
Monitoring

Flexible Plastic Flapper Valve

Continuous
Interstitial No
Monitoring

Flexible Plastic Flapper Valve

Electronic Line
Leak Detector

Currently in
Use

11/02/2021 Pressurized Non-corrodible
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- " Continuous 5 n Continuous

Product Diesel PLLD Test Date iggfﬁ;{’éng €r E;g?(al%tzac':ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery No

Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe

Copecly 000 ATGTestbate | P02l Testpate WM leakDetection Detecon .
Franklin Fueling
Systems/TS-

Overfill Test Date  11/30/2021 ATG Type LS500

Series;Incon/TS-
5000 EVO

Tank Code 6 Tank Installed . Fiberglass A ; : : q

Tank Age 1 Date 11/18/2021 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types
n Piping Installed Tank Piping
Tag Number 6008 Spill Test Date Date 11/18/2021 Construction Construction AST No
Currently in Sump Tightness Catastrophic L.D -
Tank Status Use MLLD Test Date Test Date Type 3.0 Piping Type CP Met Types
DEF (Not Tank/Piping CP Primary Tank Primary Pipe
I Reguiaieq) ~ PLEDTSSLBAE = TestDae Leak Detection Detection e
n Line Tightness Secondary Tank Secondary Pipe
Capacity 20000 ATG Test Date Test Date Leak Detection Detection Energy Act No

Overfill Test Date ATG Type

Facility Summary in Cascade County in the City of Great Falls

Location: MCLAUGHLIN RESEARCH INSTITUTE
1520 23rd St S
Great Falls, MT 59405-4900 Cascade

Facility Code: 19013
Last Inspected On: 06/20/2022

System Facility ID:07-12790 Operating Permit Renewal Date: 07/16/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: McLaughlin Research Institute 4064526208
Operator Contact: Leroy Bishop 4068991600
Owner/Operator: McLaughlin Research Institute
Leroy Bishop, UST Class A Operator
Leroy Bishop, UST Class B Global Operator
TankCode 01 ...~ Tank Installed  conioon ek pare I Fiberglass | = o 1. e
Tank Age 29 Date 05/23/1993 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
" Piping Installed Tank K Piping
| . Spil Testbaie 00202022 pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D . . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
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Product Diesel PLLD Test Date Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe 3-Year Line

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, [EEC N 0 B N Couging 02 EEECEETNNNNNNN Tighiness Test  RESENUNNNNNNNSN .
. : . Continuous
; Line Tightness Secondary Tank Secondary Pipe "
Capacity 1000 ATG Test Date 06/20/2022 Test Date 06/20/2022 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Overfill Test Date  06/20/2022 ATG Type SilbarcolEMC
Facility Summary in Cascade County in the City of Great Falls
Location: MDOT GREAT FALLS Facility Code: 18498
200 Smelter Ave NE Last Inspected On: 12/09/2020
Great Falls, MT 59404-1900 Cascade System Facility 1D:07-04047 Operating Permit Renewal Date: 03/25/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: MDOT Helena 4064446163

Operator Contact: Crystal Ford;Donald Ford;Jeff Gleason;Joe Radonich;Mike 4064447647;5095315827;5095316018
Murolo;Walt Kerttula

Owner/Operator: MDOT Helena

Brian Boettcher, UST Class B Operator
Crystal Ford, UST Class A Operator

Crystal Ford, UST Class B Global Operator
Donald Ford, UST Class A Operator

Donald Ford, UST Class B Global Operator
Jeff Gleason, UST Class A Operator

Joe Radonich, UST Class A Operator

Joe Radonich, UST Class B Global Operator
Kelly Holbrook, UST Class B Global Operator
Lucas Cowan, UST Class B Global Operator
Lucas Cowan, UST Class B Operator

Mike Murolo, UST Class A Operator

Steven Rupnow, UST Class B Operator
Victor Scott, UST Class B Operator

Walt Kerttula, UST Class A Operator

Tank Code 05 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 32 Date 11/01/1990 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 3704 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
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Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic

Cathodically Fiberglass
04/01/1992 Protected Steel Reinforced Plastic

Automatic Tank

Gauging 0.2

Gilbarco/EMC
Basic
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Facility Summary in Cascade County in the City of Great Falls

Location: MEADOWLARK COUNTRY CLUB
300 Country Club Blvd
Great Falls, MT 59404-3355 Cascade

Facility Code: 18876
Last Inspected On: 12/28/2021

System Facility ID:07-11234 Operating Permit Renewal Date: 03/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Meadowlark Country Club 4064536531
Operator Contact: Tim Furan 4068996846
Owner/Operator: Meadowlark Country Club
Tim Furan, UST Class A Operator
Tim Furan, UST Class B Operator
TankCode 02 ...~ Tank Installed  coaioor ek vare I Cathodically | N Fiberglass |~ .
Tank Age 31 Date 05/23/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2317 Spill Test Date 03/01/2022 g lusiizle UELTLS n Pl : None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR Gocclre DN | TestDate 10202021 LeakDetection  Gauging02 Defection | | .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 03/04/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date 10/25/2021 ATG Type OPW/EECO 1500
Tank Code 03 Tank Installed . Cathodically - - Fiberglass .
Tank Age 31 Date 05/23/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 2318 Spill Test Date 03/01/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate 102002021 LeakDetection  Gauging02  [Defection | .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 10/25/2021 Test Date Leak Detection Detection Energy Act No
Overfill Test Date 10/25/2021 ATG Type OPW/EECO 1500

Facility Summary in Cascade County in the City of Great Falls

Location: MONTANA AIR NATIONAL GUARD UST
2800 Airport Ave B
Great Falls, MT 59404-5570 Cascade

Facility Code: 18433
Last Inspected On: 11/20/2019

System Facility ID:07-02294 Operating Permit Renewal Date: 03/11/2020
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Montana Air National Guard

4067910316

Operator Contact:

Briana Boggio;Cassie Clark;Clint Tyler;Dale Vig;Danny
Collins;James Robertson;Joe Kerkes;Joseph Leggett;Mark

4062310600;4062573727,4063211887;4067710962;4067910305;4067
949066;4068660384

Payton;Robin Atkison;Scott Kohles;Ted Clark

Owner/Operator: Montana Air National Guard

Briana Boggio, UST Class A Operator
Briana Boggio, UST Class B Operator
Cassie Clark, UST Class A Operator
Cassie Clark, UST Class B Global Operator
Clint Tyler, UST Class A Operator

Dale Vig, UST Class A Operator

Danny Collins, UST Class A Operator
James Robertson, UST Class A Operator
Joe Kerkes, UST Class A Operator
Joseph Leggett, UST Class A Operator
Mark Payton, UST Class A Operator
Robin Atkison, UST Class A Operator
Scott Kohles, UST Class A Operator

Ted Clark, UST Class A Operator

Tank Code S25 Tank Installed ; Fiberglass fef : - g
Tank Age 28 Date 10/01/1994 Tank Material Reinforced Plastic Piping Material No Piping Overfill Types
" Piping Installed Tank K Piping
R | R | Date Construction "MW construction N . oo
Currently in Sump Tightness Catastrophic L.D _ .
Tank Status Use MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
Continuous
Oil/Water Tank/Piping CP Primary Tank Interstitial Primary Pipe
PR Separator L= 2 e (PRI Test Date 09/19/2007 Leak Detection Monitoring;Deferr 'Detection feU R NO
ed
| 00 Line Tightness Secondary Tank Secondary Pipe oo
iy 2110 AT Test DRl Test Date Leak Detection Detection By e No
Overfill Test Date ATG Type
LSS0 3A Tank Age 67 BZ?EI!( I 128 01/01/1955 Tank Material Bare Steel Piping Material No Piping Overfill Types High Level Alarm
””””””””””””””””””””””””””””” Piping Installed Tk S gpng
Tag Number 1662 Spill Test Date ping Interior/Impressed pIng None AST No
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Construction

Current

Construction
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Currently in

Jet Fuel (Jet-
A, Jet-Al,

Jet Fuel (Jet-
A, Jet-Al,

Currently in

Jet Fuel (Jet-
A, Jet-Al,
JP5)

Report Created: 11/1/2022

Impressed
Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
Root/TLS-350

Bare Steel No Piping High Level Alarm

Interior/Impressed No

Impressed
Current
Automatic Tank No
Gauging 0.2
No
Gilbarco-Veeder
Root/TLS-350
Bare Steel No Piping High Level Alarm
Interior/Impressed No
Impressed
Current
Automatic Tank No
Gauging 0.2
No
Gilbarco-Veeder
Root/TLS-350
Bare Steel No Piping High Level Alarm
Interior/Impressed No
Current
Impressed
Current
Automatic Tank No

Gauging 0.2
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Line Tightness

Secondary Tank

Secondary Pipe

Test Date Leak Detection Detection
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-350
Tank Code 3F Tank Age 67 E";‘: st fze 01/01/1955 Tank Material Bare Steel Piping Material No Piping Overfill Types High Level Alarm
Tag Number 1667 Spill Test Date R s :_ri?:rcijorllm ressed B None AST No
9 p Date Construction o P Construction
urrent
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Gravity Feed CP Met Types Current
Jet Fuel (Jet- - " . 5 n
) Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product ?Pé;at Al, PLLD Test Date Test Date 08/07/2017 Leak Detection Gauging 0.2 Detection Vapor Recovery No
| S e Line Tightness Secondary Tank Secondary Pipe oo
Capacity 25000 ATG Test Date Test Date Leak Detection Detection Energy Act No
n Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 3E Tank Age 67 E";‘: st fze 01/01/1955 Tank Material Bare Steel Piping Material No Piping Overfill Types High Level Alarm
Tag Number 4783 Spill Test Date R s :_ri?:rcijorllm ressed B None AST No
9 p Date Construction o P Construction
urrent
Currently in Sump Tightness Catastrophic L.D . - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Gravity Feed CP Met Types Current
Jet Fuel (Jet- . . . . .
) Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product ?Pé;at Al, PLLD Test Date Test Date 08/07/2017 Leak Detection Gauging 0.2 Detection Vapor Recovery No
Capacity 25000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Overfill Test Date

Test Date

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-350

Detection

Facility Summary in Cascade County in the City of Great Falls

Location: PHILLIPS 66 GREAT FALLS TERMINAL
1401 52nd St N
Great Falls, MT 59405-1073 Cascade

Facility Code: 18413
Last Inspected On: 03/07/2022

System Facility 1D:07-01845 Operating Permit Renewal Date: 06/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Phillips 66 Great Falls Terminal 4062555714

Operator Contact: Brian Buckley;Russel Fox;Scott Cleveland
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Owner/Operator: Phillips 66 Great Falls Terminal

Brian Buckley, UST Class A Operator
Brian Buckley, UST Class B Operator
Russel Fox, UST Class A Operator
Russel Fox, UST Class B Operator
Scott Cleveland, UST Class A Operator
Scott Parker, UST Class B Operator

Report Created: 11/1/2022

01/01/1960

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Unknown
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Steel - Terminal
Piping

MLLD Line
Tightness Testing

Steel - Terminal

Terminal Piping
Annual Line Test

Steel - Terminal

Terminal Piping
Annual Line Test

Steel - Terminal
Piping




Terminal Piping
Annual Line Test

Steel - Terminal
Piping

Terminal Piping
Annual Line Test

Steel - Terminal
Piping

Temporarily
Out of Use

Terminal Piping
Annual Line Test

Steel - Terminal

Unknown Piping

Terminal Piping
Annual Line Test

Facility Summary in Cascade County in the City of Great Falls

Report Created: 11/1/2022 Page [84] of [146]



Location: RAINBOW SHOP
6700 Rainbow Dam Rd
Great Falls, MT 59404-6000 Cascade

Facility Code: 18379
Last Inspected On: 05/16/2022

System Facility ID:07-01189 Operating Permit Renewal Date: 09/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Northwestern Energy Butte 4066552521
Operator Contact: Brian Ranf
Owner/Operator: Northwestern Energy Butte
Brian Ranf, UST Class A Operator
Matthew Lynn, UST Class B Operator
TGS o RO R g Ravae ] e U b TR
Tag Number 1674 Spill TestDate  09/21/2022 | pbind Installed Sk etion S R AST No
Tank Status Sggently in MLLD Test Date _Srg;\:%;ightness _(I;?lt)aes:t%rlgphic LD Not Required Piping Type CP Met Types
Product Diesel PLLD Test Date 122:‘%3;?(;”9 @F 05/16/2022 Eé?(aéitzi?ilgn é:t&);:éigzank ggtrggt%sipe Vapor Recovery No
Capacity 550 ATG Test Date  05/16/2022 #g’s‘i gg’tgt”ess f:gl‘(’ "Dde"’t‘gggﬂk nggc’lfoar:y Pipe Energy Act No
Overfill Test Date  02/15/2022 ATG Type Gilbarco-Veeder
LSS0 02 Tank Age 30 BZ?EI: I 128 08/01/1992 Tank Material ;i(le)i?]rfglr?:zsd Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1675 Spill Test Date  09/21/2022 giaptg‘g Ltz Z";':]';truction Eig’ri]';?rucﬁon AST No
Tank Status Sggently in MLLD Test Date _Srg;\:%;ightness _(I;?lt)aes:t%rlgphic LD Not Required Piping Type CP Met Types
Product Gasoline PLLD Test Date 122:‘%3;?(;”9 S 05/16/2022 Eé?(aéitzi?ilgn é:t&);:éigzank ggtrggt%sipe Vapor Recovery No
Capacity 2000 ATG Test Date  05/16/2022 #g’s‘i gg’tgt”ess f:gl‘(’ "Dde"’t‘gggﬂk nggc’lfoar:y Pipe Energy Act No
Overfill Test Date  02/15/2022 ATG Type Gilbarco-Veeder

Location: RENTAL CAR SERVICE BUILDING

Root/TLS-300

Facility Summary in Cascade County in the City of Great Falls

Facility Code: 18994

2700 Airport Dr
Great Falls, MT 59404 Cascade

Last Inspected On: 05/11/2022

System Facility 1D:07-12300 Operating Permit Renewal Date: 07/20/2025
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls International Airport

Operator Contact: Chris Houghton;Christopher Upchurch;Kent Funyak;Michael 4067273404;4067993189

Novak;Rod Hall;Tory Ewing

Owner/Operator: Great Falls International Airport

Chris Houghton, UST Class A Operator

Chris Houghton, UST Class B Operator
Christopher Upchurch, UST Class A Operator
Christopher Upchurch, UST Class B Operator
Kent Funyak, UST Class A Operator

Kent Funyak, UST Class B Operator

Michael Novak, UST Class A Operator
Michael Novak, UST Class B Global Operator
Rod Hall, UST Class A Operator

Rod Hall, UST Class B Operator

Tory Ewing, UST Class A Operator

Tory Ewing, UST Class B Operator

Tank Code 01 Tank Installed n Fiberglass A n Fiberglass n .
Tank Age 32 Date 11/27/1990 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 2704 Spill Test Date  05/11/2022  HPing Installed VEmE Pl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A ) ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date 05/11/2022 Test Date Leelk DeEEiim e Energy Act No

Overfill Test Date  05/11/2022 ATG Type yeeder RoolTLS-

Facility Summary in Cascade County in the City of Great Falls

Location: SAMS CLUB 6379
401 Northwest Byp
Great Falls, MT 59404-4124 Cascade

Facility Code: 30718
Last Inspected On: 04/16/2020

System Facility 1D:56-14065 Operating Permit Renewal Date: 04/16/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Sams West Inc

7855508812

Operator Contact: Cheryl Shie;Shaiyna Chinery

4062172265;7606692468

Owner/Operator: Sams West Inc

Cheryl Shie, UST Class A Operator

Cheryl Shie, UST Class B Operator

Johney Miller, UST Class B Global Operator
Shaiyna Chinery, UST Class A Operator

Shaiyna Chinery, UST Class B Global Operator

VS ERe 01 Tank Age 20 E:?g Ttz 08/05/2002 Tank Material Eigii:‘%lr?:zsd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

| e . e Consiucton OO0 WAIEd  COrglygion  Ooublevaled  AST oo

Tank Status Sggrently in MLLD Test Date 02/09/2022 _Srggs%';ghtness _(E;:)?es:t;gphic LD E/Iee;khgr:;:eegtlc_):’ne Piping Type Pressurized CP Met Types Non-corrodible

Pome Gmawe  puoTioas  IZEEOS  RIREL SESO BIRNT e Veemeosm wo

Capacity 20000 ATG Test Date #g‘s‘i Eigtgt”ess 02/09/2022 f:;li’ %de?;{ggﬂk fﬁ?@fé?.‘i&”s [S)Z‘t’gcnt‘ijoar:y Ppe fﬁ?&i?&‘.gfs Energy Act No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring == Monttoring T
Overfill Test Date ATG Type ngder RoOUTLS-

LEI S 02 Tank Age 20 Bi?: izl 08/05/2002 Tank Material Egi?]:%lrizsd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 4703 Spill Test Date Eiap;i(:g Ltz -I(—??)T(struction Double-Walled Ei(?rzg?ruction Double Walled AST No

Tank Status Stsj‘rerently in MLLD Test Date 02/09/2022 _SrggzpDZtightness .?;;nggphic L2 E/Iee;:khgrgtcea::ltlgirne Piping Type Pressurized CP Met Types Non-corrodible

B -~ B | esowe Leak betecion__ Gaugng02_ Deteeion__ Tininess Tesing VePOTReCON No

Capacity 20000 ATG Test Date ‘I}iens? Ei;;tl;tness 02/09/2022 f:glc() rlljde?:e):: t-li-grr]]k ﬁ?::isrt]igglljs gg?g;?oar:y RIEE ﬁ?er]rt_é':iltji_glljs Energy Act No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring === Monitoring T
Overfill Test Date ATG Type Xsegder Root/TLS-

LSSt 03 Tank Age 20 BZ?: i fe 08/05/2002 Tank Material Ei;i;glrizz Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 4704 Spill Test Date giapiieng Itz -(I;?)?wkstruction Double-Walled Ei(?rig?ruction Double Walled AST No

Tank Status Sggrently in MLLD Test Date 02/09/2022 _Srggs%';ghtness _(E;:)?es:t;gphic LD E/Iee;khgr:;:eegtlc_):’ne Piping Type Pressurized CP Met Types Non-corrodible
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Cocire RN | TestDate Leak Detection _ Gauging 0.2 Defection - Tightness Testing YePOrRECOVEn” Mo
" n Continuous - Continuous
Capacity 20000 ATG Test Date #21;{' 'Iglgtt;tness 02/09/2022 Egglc() %de?re)éggﬂk Interstitial gzggcrl?oagy alEE Interstitial Energy Act No
Monitoring Monitoring
Overfill Test Date ATG Type Xsegder ROOUTLS-

Facility Summary in Cascade County in the City of Great Falls

Location: SCHULTES 38TH STREET STORE
3800 3rd Ave S
Great Falls, MT 59405 Cascade

Facility Code: 18691
Last Inspected On: 03/12/2021

System Facility 1D:07-08480 Operating Permit Renewal Date: 03/24/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls Convenience Store 4064533450
Operator Contact: Judy Schulte;Rory Schulte 4064533450
Owner/Operator: Great Falls Convenience Store
Judy Schulte, UST Class A Operator
Judy Schulte, UST Class B Operator
Rory Schulte, UST Class A Operator
Rory Schulte, UST Class B Global Operator
TankCode 01 ...~ Tank Installed oo o I Cathodically | N Fiberglass |~ - e
Tank Age 37 Date 12/07/1985 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| el | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 03/09/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Gasoline FILEDEE PR Test Date 03/11/2021 Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 03/09/2021 Lerk e Detection Energy Act No
Overfill Test Date ATG Type ;/Segder RooU/TLS-
Tank Code 02 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 37 Date 12/07/1985 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| el | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 03/09/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Cocire RN | TestDate C9fLUZ02L  LeakDetection  Gauging02 [Defection Tighiness Testing VOPOTRECOVER” No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 03/09/2021 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type ;/segder RoOUTLS-
Tank Code 03 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 33 Date 12/07/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1908 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . ) .
Tank Status Use MLLD Test Date 03/09/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R pesel ] B, | TestDate 0222018 LeakDetection  Gauging02 [Defection Tighiness Testing VOPOTRECOVER” No
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 03/09/2021 Leak Detection Detection Energy Act No
Overfill Test Date ATG Type ;/segder RoOUTLS-
Facility Summary in Cascade County in the City of Great Falls
Location: SMITHS 166 FUEL CENTER Facility Code: 30936
1601 Market Place Dr Last Inspected On: 01/18/2022
Great Falls, MT 59401 Cascade System Facility ID:60-15217 Operating Permit Renewal Date: 04/16/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Smiths Food and Drug 8019741400
Operator Contact: Braxton Hill;James Dye 8015600471
Owner/Operator: Smiths Food and Drug
Braxton Hill, UST Class A Operator
Braxton Hill, UST Class B Operator
James Dye, UST Class A Operator
James Dye, UST Class B Global Operator
Todd Dotseth, UST Class B Operator
Tank Code o . 1 00 Flapper
Tank Installed - Fiberglass - . . . . o
Tank Age 10 Date 12/01/2012 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types X@\r/ri,ngh Level
Tag Number 5395 Spill Test Date  09/08/2020  FiPing Installed ;7,515 UL Double-Walled  IPING Double Walled  AST No

Date Construction Construction
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Report Created: 11/1/2022

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial

Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
450;Veeder
RoOt/TLS-450
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Monitoring

Flapper
Flexible Plastic Valve;High Level
Alarm

Continuous
Interstitial No
Monitoring

Flapper
Flexible Plastic Valve;High Level
Alarm

Continuous
Interstitial No
Monitoring



Facility Summary in Cascade County in the City of Great Falls

Location: SUCH GROUP INTERNATIONAL INC
2224 Vaughn Rd
Great Falls, MT 59404-2196 Cascade

Facility Code: 19051
Last Inspected On: 02/23/2021

System Facility ID:07-13632 Operating Permit Renewal Date: 02/23/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Such Group International Inc 4067274144
Operator Contact: Todd Such 4067274114
Owner/Operator: Such Group International Inc
Todd Such, UST Class A Operator
Todd Such, UST Class B Operator
Tank Code | oo ] Tank Installed oo oo I Fiberglass o = N T I I
Tank Age 27 Date 08/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4389 Spill Test Date Date Construction Construction Double Walled AST No
. . A Continuous
Tank Status Temporarily MLLD Test Date EE CRlEslEie LD Interstitial Piping Type Pressurized CP Met Types Non-corrodible
Out of Use Test Date Type 3.0 Monitori
onitoring
Automatic Tank Continuous
. Tank/Piping CP Primary Tank Gauging Primary Pipe o
Product Gasoline PLLD Test Date Test Date Leak Detection 0.1:Automatic Detection :\rA]:)er:iStgtrliﬁl Vapor Recovery No
Tank Gauging 0.2 9
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
LEIIS(ER 02 Tank Age stk fusiiellise 08/01/1995 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 4390 Spill Test Date Date S oSG Double Walled AST No
. . n Continuous
Temporarily Sump Tightness Catastrophic L.D - . " . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 I'\r/|1ter§t|t[al Piping Type Pressurized CP Met Types Non-corrodible
onitoring
Automatic Tank .
. . . . . Continuous
. Tank/Piping CP Primary Tank Gauging Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection 0.1:Automatic Detection Inter_stlt[al Vapor Recovery No
) Monitoring
Tank Gauging 0.2
Capacity 12000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Overfill Test Date

Date
Piping Installed

Test Date

Tank

Leak Detection
ATG Type

Reinforced Plastic

Piping

Detection
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Facility Summary in Cascade County in the City of Great Falls

Location: TOLAN DISTRIBUTING INC
2201 Vaughn Rd
Great Falls, MT 59404-2197 Cascade

Facility Code: 18527
Last Inspected On: 09/03/2020

System Facility ID:07-04511 Operating Permit Renewal Date: 09/15/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Tolan Distributing Inc 4064538810
Operator Contact: Derrick Tolan
Owner/Operator: Tolan Distributing Inc
Derrick Tolan, UST Class A Operator
Derrick Tolan, UST Class B Global Operator
Tank Code | 06 ] Tank Installed 0 nooa ek pare I Fiberglass o = N T I I
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4098 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . .
Tank Status Use MLLD Test Date 05/04/2021 Test Date 09/26/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PR Gasoline L= 2 e (PRI Test Date Leak Detection Gauging 0.2 Detection Tightness Testing feU R NO
; n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 8000 ATG Test Date Test Date 05/04/2021 Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500
Tank Code 07 Tank Installed . Fiberglass - . . . . .
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 4099 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . ) .
Tank Status Use MLLD Test Date 05/04/2021 Test Date 09/26/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PR Gasoline L= 2 e (PRI Test Date Leak Detection Gauging 0.2 Detection Tightness Testing feU R NO
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 4000 ATG Test Date Test Date 05/04/2021 Leak Detection Detection :\Sllter_stlt[al Energy Act No
onitoring
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500
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Tank Code 08 Tank Installed . Fiberglass . . . . . .
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 4100 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - . : .
Tank Status Use MLLD Test Date 05/04/2021 Test Date 09/26/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Diesel FILEDEE PR Test Date Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. ) . Continuous
Capacity 8000 ATG Test Date L2 T =53 05/04/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500
Tank Code 09 Tank Installed . Fiberglass _ . . . . .
Tank Age 23 Date 09/01/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 4101 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . ) .
Tank Status Use MLLD Test Date 05/04/2021 Test Date 09/26/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Diesel AR Test Date Leak Detection Gauging 0.2 Detection Tightness Testing VT REEONE IR
. ) . Continuous
Capacity 4000 ATG Test Date L2 T =53 05/04/2021 SEHIiL ey '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection Monitori
onitoring
EMCO
Overfill Test Date ATG Type Electronics/EECO
1500

Facility Summary in Cascade County in the City of Great Falls

Location: TOWN PUMP GREAT FALLS #7
1411 10th Ave S
Great Falls, MT 59405 Cascade

Facility Code: 30990
Last Inspected On: 03/31/2022

System Facility ID:60-15283 Operating Permit Renewal Date: 04/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls 7 Town Pump LLC 4064976700

Operator Contact: Trent Biggers;Town Pump

Owner/Operator: Great Falls 7 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
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02/15/2022

02/15/2022

07/06/2022

01/25/2017

01/25/2017

01/25/2017

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation
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High Density
Polyethylene

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

High Density
Polyethylene

Continuous
Interstitial
Monitoring; Statisti
cal Inventory
Reconciliation

High Density
Polyethylene

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flapper Valve

Flapper Valve

Flapper Valve



Gilbarco-Veeder
ROOt/TLS-
02/15/2022 450;Veeder

Root/8590 Series
DPLLD

Fiberglass High Density
01/25/2017 Reinforced Plastic Polyethylene Flapper Valve

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Statistical
Inventory Yes
Reconciliation

Gilbarco-Veeder
RoOt/TLS-

02/15/2022 450;Veeder
Root/8590 Series
DPLLD

Fiberglass High Density
01/25/2017 Reinforced Plastic Polyethylene Flapper Valve

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Statistical Statistical
Inventory Inventory Yes
Reconciliation Reconciliation

Gilbarco-Veeder
ROOt/TLS-

02/15/2022 450;Veeder
Root/8590 Series
DPLLD

Fiberglass High Density
01/25/2017 Reinforced Plastic Polyethylene

Flapper Valve

Currently in

Gasoline 07/06/2022
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Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring
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" n Statistical : Statistical
Line Tightness Inventory Secondary Pipe Inventory

Test Date Reconciliation Detection Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Facility Summary in Cascade County in the City of Great Falls

Secondary Tank

ATG Test Date Leak Detection

07/06/2022

Overfill Test Date 02/15/2022

Location: TOWN PUMP INC GREAT FALLS 1
401 10th Ave S
Great Falls, MT 59405-4044 Cascade

Facility Code: 18695
Last Inspected On: 11/28/2021

System Facility ID:07-08700 Operating Permit Renewal Date: 12/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Great Falls 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

TankCode 01 .. Tank Installed oo I Cathodically o = N . .

Tank Age 36 Date 01/01/1986 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve

. Piping Installed Tank Piping
Tag Number 2391 Spill Test Date 08/18/2021 Date 07/12/2013 ConsiEien SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date 07/30/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
Amy 5 Statistical . . Continuous
Product Gasoline PLLD Test Date 07/06/2022 1:2:({5;?;”9 € 09/22/2021 E;g‘(aéitzi?ilgn Inventory gggg{%slpe Interstitial Vapor Recovery No
Reconciliation Monitoring
. : . Statistical
Capacity 10000 ATG Test Date 07/06/2022 LIy M 011253 Secondary '!'ank Seconglary e Inventory Energy Act No
Test Date Leak Detection Detection PR
Reconciliation
. Gilbarco-Veeder

Overfill Test Date 08/18/2021 ATG Type ROOUTLS-350
Tank Code 02 Tank Installed - Cathodically - . . ) .

Tank Age 36 Date 01/01/1986 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve

. Piping Installed Tank Piping
Tag Number 2392 Spill Test Date 10/19/2021 Date 07/12/2013 ConeiEien SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed

Tank Status Use MLLD Test Date Test Date 07/30/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current

Report Created: 11/1/2022
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- " Statistical ; 8 Continuous
Product Gasoline PLLD Test Date 07/06/2022 $22tkg’£éng €p 09/22/2021 E;gllagétzac?ilgn Inventory Eg{g?{% E'pe Interstitial Vapor Recovery No
Reconciliation Monitoring
g ] : Statistical
- Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/06/2022 Test Date Leak Detection Detection Invento;y . Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date  08/18/2021 ATG Type ROOU/TLS-350
Tank Code 03 Tank Installed . Cathodically A ; : : q
Tank Age 34 Date 08/18/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 2393 Spill Test Date 10/19/2021 Date 07/12/2013 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 07/30/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- " Statistical ; 8 Continuous
Product Gasoline PLLD Test Date 07/06/2022 $22tkg’£éng €p 09/22/2021 E;gllagétzac?ilgn Inventory Eg{g?{% E'pe Interstitial Vapor Recovery No
Reconciliation Monitoring
. . : Statistical
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/06/2022 Test Date Leak Detection Detection Inventory Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date  08/18/2021 ATG Type ROOU/TLS-350
Tank Code 04 Tank Installed . Fiberglass - . . . .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank K Piping
| el Spil Testbaie  09MS2021  pate Construction PP WAIY  construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date 07/30/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  07/06/2022 Egi‘g;f;”g CP 03116/2010 E;g‘l‘(a&;‘z’t‘i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 10000 ATG Test Date 07/06/2022 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
. Gilbarco-Veeder
Overfill Test Date  08/18/2021 ATG Type ROOUTLS-350
Tank Code 05 Tank Installed . Fiberglass - . . . .
Tank Age 24 Date 05/01/1998 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
| el Spil TestDare  10M92021  pate O Construction  POUPEWAIRY  construction  Powlewaled | AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 07/30/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date 07/06/2022 03/16/2010 x Inventory ; Interstitial Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Monitoring
Line Tightness Secondary Tank Continuous Secondary Pipe Statistical
Capacity 8000 ATG Test Date 07/06/2022 - Interstitial " Inventory Energy Act No
Test Date Leak Detection Monitoring Detection Reconciliation
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. Gilbarco-Veeder
Overfill Test Date  10/19/2021 ATG Type ROOUTLS-350

Facility Summary in Cascade County in the City of Great Falls

Location: TOWN PUMP INC GREAT FALLS 2
1400 10th Ave S
Great Falls, MT 59405-2624 Cascade

Facility Code: 18696
Last Inspected On: 08/04/2021

System Facility ID:07-08701 Operating Permit Renewal Date: 08/06/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls 2 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Great Falls 2 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code 1m o Tank Installed oo I Fiberglass | = N 1. e
Tank Age 2 Date 01/10/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5944 Spill Test Date 08/04/2021 Date 01/10/2020 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 02/01/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous n n Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date 07/06/2022 Test Date Leak Detection Inter_stltl_al Detection Inter;tltl_al Vapor Recovery Yes
Monitoring Monitoring
. . Statistical ; Statistical
Capacity 15000 ATG TestDate  07/06/2022 = g‘gtgt”ess 08/04/2021 fzgl‘(’%de":;ggﬂk Inventory geefgcnt‘ijoar:y PIpe | ventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  08/04/2021 ATG Type 350;Veeder
Root/8590 Series
DPLLD
Tank Code 12 Tank Installed - Fiberglass A - . ) q
Tank Age 2 Date 01/10/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5945 Spill Test Date 08/04/2021 Date 01/10/2020 ConeiEiem Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date 02/01/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous n 7 Continuous
Product Gasoline PLLD Test Date 07/06/2022 1:2:({5;?;”9 € E;g‘(aéitzi?ilgn Interstitial gggg{%slpe Interstitial Vapor Recovery Yes
Monitoring Monitoring
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" n Statistical : Statistical
Capacity 15000 ATG Test Date  07/06/2022 #'e'z E‘Eﬂ';t”ess 08/04/2021 fsgl‘(”l‘jdeat‘;ggﬂk Inventory gg‘t’gc”ﬂdoar:y Pipe | ventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date  08/04/2021 ATG Type 350;Veeder
Ro0t/8590 Series
DPLLD
Tank Code 13 Tank Installed : Fiberglass . . . ) .
Tank Age 2 Date 01/10/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 5946 Spill Test Date 08/04/2021 Date 01/10/2020 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 02/01/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Continuous . . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date 07/06/2022 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: f Statistical . Statistical
Capacity 20000 ATG Test Date 07/06/2022 'II_'Ienset 'Ilslgtt;tness 08/04/2021 Egglc() %de?re)éggﬂk Inventory gzgg;?oa;y alEE Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date 08/04/2021 ATG Type 350;Veeder
Root/8590 Series
DPLLD

Facility Summary in Cascade County in the City of Great Falls

Location: TOWN PUMP INC GREAT FALLS 3
505 Northwest Byp
Great Falls, MT 59404-4102 Cascade

Facility Code: 30676
Last Inspected On: 11/29/2021

System Facility ID:56-14016 Operating Permit Renewal Date: 12/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls 3 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Great Falls 3 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 .. Tank Installed oo I Fiberglass = N . .
Tank Age 21 Date 10/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
" Piping Installed Tank K Piping
Tag Number 4453 Spill Test Date 08/09/2021 Date Construction Double-Walled Construction Double Walled AST No
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Currently in
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10/01/2001

Electronic Line
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Statistical
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Continuous
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Gilbarco-Veeder
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350;Veeder
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PLLD

Fiberglass
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Electronic Line
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Statistical
Inventory
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Continuous
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Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
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Statistical
Inventory
Reconciliation

Continuous
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Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
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- " Statistical 5 n Statistical
Product Gasoline PLLD Test Date 07/27/2022 iggfﬁ;{’éng €r 11/30/2005 E;gagétzac':ilgn Inventory I:P)gtne]gtri){) E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
" n Continuous : Continuous
Capacity 10000 ATG TestDate  07/27/2022 e E‘Eﬂ';t”ess 10/12/2006 fsgl‘(”l‘)deat‘;ggﬂk Interstitial gg‘t’gc”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date 08/09/2021 ATG Type ROOU/TLS-350
Tank Code 05 Tank Installed . Fiberglass A ; : : q
Tank Age 21 Date 10/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4457 Spill Test Date 10/21/2021 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical 5 n Statistical
Product Gasoline PLLD Test Date 07/27/2022 iggfﬁ;{’éng €r 11/30/2005 E;gagétzac':ilgn Inventory I:P)gtne]gtri){) E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. . Continuous . Continuous
Capacity 5000 ATG TestDate  07/27/2022 e TONINESS — 10/12/7006 pecondary Tank  ntersiital pecondary BIPe  nterstital Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date  08/09/2021 ATG Type ROOU/TLS-350
Facility Summary in Cascade County in the City of Great Falls
Location: TOWN PUMP INC GREAT FALLS 4 Facility Code: 18470
700 10th Ave S Last Inspected On: 03/15/2022
Great Falls, MT 59405-4051 Cascade System Facility ID:07-03217 Operating Permit Renewal Date: 08/13/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Great Falls 4 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Great Falls 4 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Tank Code 08 Tank Installed : Fiberglass - . . . .
Tank Age 20 Date 08/18/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4708 Spill Test Date 02/15/2022 Piing, sz e n Double-Walled PlIDE Double Walled AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line e } .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Report Created: 11/1/2022 Page [101] of [146]



Statistical
Inventory
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Electronic Line
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350;Veeder
Root/8484 Series
PLLD
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Reinforced Plastic
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Electronic Line
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Reconciliation

Continuous
Interstitial No
Monitoring

Flexible Plastic Ball Float Valve

Statistical
Inventory No
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Monitoring

Flexible Plastic Ball Float Valve
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Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! ! .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Statistical
Product Gasoline PLLD Test Date 07/07/2022 $22tkg3;|ta;ng e E;gaéﬁtzi?ilgn Inventory ngg{%s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. ) . Continuous
Capacity 12000 ATG Test Date 07/07/2022 L2 T =53 Secondary '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection s
Monitoring
Gilbarco-Veeder
RoOt/TLS-
Overfill Test Date 08/03/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD
Tank Code 07 Tank Installed . Fiberglass - . . . .
Tank Age 27 Date 08/01/1995 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4806 Spill Test Date  02/15/2022  Fiping Installed el Pty Double Walled ~ AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical n n Statistical
Product Gasoline PLLD Test Date 07/07/2022 iggfg’;&ng ep E(;gagétzac?ilgn Inventory [P)gggtri)(/)rljlpe Inventory Vapor Recovery No
Reconciliation Reconciliation
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 07/07/2022 Test Date Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 08/03/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD
Facility Summary in Cascade County in the City of Great Falls
Location: TOWN PUMP INC GREAT FALLS 5 Facility Code: 18483
3700 31st St SW Ste 1 Last Inspected On: 11/28/2021
Great Falls, MT 59404-4734 Cascade System Facility 1D:07-03463 Operating Permit Renewal Date: 12/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Great Falls 5 Town Pump Inc

4064976000

Operator Contact: Trent Biggers

Owner/Operator: Great Falls 5 Town Pump Inc

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator
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07/28/2022
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Fiberglass
Reinforced Plastic

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Continuous
Interstitial No
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/8484 Series
PLLD

Fiberglass

Reinforced Plastic Ball Float Valve

Bare Steel

Electronic Line
Leak Detector

Statistical Continuous
Inventory Interstitial No
Reconciliation Monitoring

Statistical
Inventory No
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Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Statistical Statistical
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Reconciliation Reconciliation

Continuous Continuous
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Monitoring Monitoring
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Great Falls

Overfill Test Date

Location: WALMART SUPERCENTER #7199
5400 10th Ave S
Great Falls, MT 59405 Cascade

Facility Code: 30988
Last Inspected On: 05/13/2020

System Facility 1D:60-15280 Operating Permit Renewal Date: 09/10/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Walmart Inc 8778295505
Operator Contact: Robert Hitchcock;Treavor Harpine 4067706083
Owner/Operator: Walmart Inc
Angela Powell, UST Class B Operator
Johney Miller, UST Class B Global Operator
Robert Hitchcock, UST Class A Operator
Robert Hitchcock, UST Class B Global Operator
Treavor Harpine, UST Class A Operator
Treavor Harpine, UST Class B Global Operator
TankCode 01 ... _ Tank Installed oo oo oo I Fiberglass = N . .
Tank Age 5 Date 03/01/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5646 Spill Test Date 02/05/2020 Date 03/01/2017 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . ) .
Tank Status Use MLLD Test Date 02/05/2020 Test Date 10/17/2019 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- n Continuous . . Continuous
Product Gasoline PLLD Test Date iggtkg:;?éng G Ezzﬂal:r))ét-(l;ac?ilt()n Interstitial B:ggtri)(l)rl?lpe Interstitial Vapor Recovery Yes
Monitoring Monitoring
5 Line Tightness Secondary Tank Secondary Pipe MLLD Line
CEpeeiy 20000 AV ESE DR Test Date 02/05/2020 Leak Detection Detection Tightness Testing EEER A Yes
. Gilbarco-Veeder
Overfill Test Date 02/05/2020 ATG Type ROOYTLS-450
Tank Code 02 Tank Installed : Fiberglass . . . ) .
Tank Age 5 Date 03/01/2017 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tag Number 5647 Spill Test Date  02/05/2020  Fiping Installed 5,15, VTS Double-walled ~ 2IPING Double Walled  AST No
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Date

Construction

Construction
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Tank Staws  CUTeMY N vy pTestDate 020052020  SUMPTIONMESS 007501 ‘Tz)"j‘;‘zsggphic LD Mechanical Line  piping Type Pressurized CP Met Types  Non-corrodible
. . Continuous n . Continuous

Product Gasoline PLLD Test Date $22tkg3 ;iaéng G E;g‘(aéﬁtzi?ilg n :\%enrﬁgﬂﬁlg ngg{%s'pe m:)er:igtrllﬁlg Vapor Recovery Yes
Capacity 12000 ATG Test Date #'e"s‘i E;:mess 02/05/2020 pece %‘gg{ggﬂk [S)Zfé’c”t‘ijoar:y Fllpe %;hg;’;ﬂestmg Energy Act Yes

Overfill Test Date  02/05/2020 ATG Type CllbarcorVeedler
UES(Eet 03 Tank Age 5 EZ?J; i 12 03/01/2017 Tank Material Ei;?l:‘glr?:zsd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
Tegtumber | se spilTestode  oposzo  pug® MY oooiorn - oyeron  Doeled  gonglgron  Dowlewdled  AST oo
Tank Status Sg(rarently in MLLD Test Date 02/05/2020 _Sr:;?%;'tightness 10/17/2019 _(I_Z;It)zs;rlgphic = [/Ieeacl:]grgtcee::ltlgine Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date $22tk g’;ﬂng ep Eég?(agétzac?ilgn I?]ct):rt_isrt]iltji_grs EP)Z{; f:ltri)(/) rl:ipe ﬁg&%ﬁs Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring ==~ Monttoring T
0 ke . resome o 0% Clbeecion Detccton’ _ Tghwess Tesing WAL ves

Overfill Test Date  02/05/2020 ATG Type Gilbarco-Veeder

ROOt/TLS-450
Facility Summary in Cascade County in the City of Great Falls

Location: ZIP TRIP 44
1608 Fox Farm Rd
Great Falls, MT 59404-3339 Cascade

Facility Code: 18550
Last Inspected On: 06/01/2020

System Facility 1D:07-04945 Operating Permit Renewal Date: 09/03/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701
Operator Contact: Jim Alford;Tom Savas 5095367418
Owner/Operator: CHS Inc Spokane Valley
Jim Alford, UST Class A Operator
Jim Alford, UST Class B Global Operator
Luci Tuttle, UST Class B Operator
Tom Savas, UST Class A Operator
TankCode 02 ...~ Tank Installed oo oo I Fiberglass | N Fiberglass |~ I I
Tank Age 54 Date 01/01/1968 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
" Piping Installed Tank Piping
Tag Number 1972 Spill Test Date Date Construction Construction None AST No
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11/03/1997

11/01/1997
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Gilbarco-Veeder
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Fiberglass
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Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
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Automatic Tank
Gauging 0.2

Gilbarco-Veeder
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350/Gilbarco EMC

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Overfill Test Date

ATG Type

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Location: ZIP TRIP 45
625 1st Ave N
Great Falls, MT 59401-2510 Cascade

Facility Summary in Cascade County in the City of Great Falls

System Facility ID:07-01057

Facility Code: 18375

Last Inspected On: 12/28/2021

Operating Permit Renewal Date: 03/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley

5095357701

Operator Contact: Jim Alford;Sean Hurley

5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Karina Serrano, UST Class B Global Operator
Luci Tuttle, UST Class B Operator

Sean Hurley, UST Class A Operator

Wesley Bentley, UST Class B Global Operator

Tank Code 01 Tank Installed . Cathodically _ . . . . .

Tank Age 40 Date 04/27/1982 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1610 Spill Test Date  12/28/2021  Fiping Installed el Pty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECGBUNNNNES 0 NN 000

Currently in Sump Tightness Catastrophic L.D  Electronic Line - . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestbate 12202021 restpaie COl02/2021  lLeakDetection  Gauging02 _Defection ooz ] .
. ) . Continuous
Capacity 15000 ATG Test Date  10/01/2021  =in€ NONINess 0710001 Secondary Tank secondary Pipe o ciitia| Energy Act No
Test Date Leak Detection Detection S
Monitoring
Gilbarco-Veeder
Overfill Test Date  10/01/2021 ATG Type ROOt/TLS-
350/Gilbarco EMC

Tank Code 02 Tank Installed . Cathodically _ . . . . .

Tank Age 40 Date 04/27/1982 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 1611 Spill Test Date  12/28/2021  Fiping Installed el Pty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECGBUNNNNES 0 NN 000

Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed

Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Continuous
Interstitial No

Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC
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Facility Summary in Cascade County in the City of Malmstrom A FB

Location: MALMSTROM AFB BLDG 1480 1482 Facility Code: 18844
6705 Flightline Dr Last Inspected On: 04/06/2021
Malmstrom A F B, MT 59402-7524 Cascade System Facility ID:07-10733 Operating Permit Renewal Date: 06/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
Rodney Borger, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 04 : Flapper
Tank Installed . Fiberglass . . . o
Tank Age 26 Date 08/01/1996 Tank Material Reinforced Plastic Piping Material Steel Overfill Types Xa\r/ri,ngh Level
”””””””””””””” o o ... ..  Ppinglnstalled  Tank ... Piping el
| e Spil Testbate | LHO22O% pae Construction  POEWAIR  Gongiruetion  Meme . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 03/31/2021 Test Date 03/31/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . Continuous . . Continuous
Tank/Piping CP Primary Tank - Primary Pipe -
Product Jet Fuel, JP8 PLLD Test Date 03/31/2021 - Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/26/2022 Test Date 11/26/2012 Leak Detection Detection Energy Act No
5 Gilbarco-Veeder
Overfill Test Date 05/26/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Malmstrom A F B
Location: MALMSTROM AFB BLDG 500 Facility Code: 18720
21 77th StN Last Inspected On: 04/06/2021
Malmstrom A F B, MT 59402-7538 Cascade System Facility 1D:07-08954 Operating Permit Renewal Date: 06/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
David Degolier, UST Class B Operator

William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 07 . Flapper
Tank Age 22 Vel sl iz 11/22/2000 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level

Date Reinforced Plastic Alarm

TagNumber 4227 Spill TestDate 07282020  Fpinginstalled Tank Double-Walled  PIPING DowbleWaled ~ AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 03/31/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- ; Continuous n n Continuous
Product Diesel PLLD Test Date $22tk g’;{)éng ep Egg?(agétzac?ilgn Interstitial [P):{g 2tri)(/) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 12000 ATG TestDate  05/31/2022 oo E‘E%';t”ess SRR TEls SEEEEE P Energy Act No

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date 05/31/2022 ATG Type Root/TLS-350

Facility Summary in Cascade County in the City of Malmstrom A FB

Location: MILITARY VEHICLE REFUELING SITE BLDG 448
7832 Flightline Dr
Malmstrom A F B, MT 59402-7525 Cascade

Facility Code: 30757
Last Inspected On: 04/06/2021

System Facility ID:56-14116 Operating Permit Renewal Date: 06/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Malmstrom A FB 4067316167

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: Malmstrom A F B

Candace Ellsworth, UST Class A Operator
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Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Continuous
Interstitial
Monitoring

Concrete Flexible Plastic

Continuous
Interstitial
Monitoring

Concrete Flexible Plastic

Continuous
Interstitial
Monitoring

Facility Summary in Cascade County in the City of Malmstrom AFB
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Location: AAFES SHOPPING CENTER BLDG 1340

7200 Perimeter Rd
Malmstrom AFB, MT 59402 Cascade

System Facility ID:60-15199

Facility Code: 30920

Last Inspected On: 04/06/2021

Operating Permit Renewal Date: 06/08/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Malmstrom A FB

4067316167

Operator Contact: Ashley Collins;Candace Ellsworth;Famh Kosoff;Fatima

Quintanilla;Sonya Coker

4064541301,4067317128;4067618004

Owner/Operator: Malmstrom A F B

Ashley Collins, UST Class A Operator

Ashley Collins, UST Class B Global Operator
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Famh Kosoff, UST Class A Operator

Fatima Quintanilla, UST Class A Operator
Fatima Quintanilla, UST Class B Operator

Ken Chorpenning, UST Class B Global Operator
Sonya Coker, UST Class A Operator

Sonya Coker, UST Class B Global Operator
Sonya Coker, UST Class B Operator

[ 01 Tank Installed Fiberglass Flapper
Tank Age 11 Date 09/01/2011 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xﬂ\r/ri;ngh Level
TagNumber 5320 | spill TestDate Piping Installed 5500y, TANK oo waleg  PIRING DoubleWaled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 05/14/2018 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Gasoline PLLD Test Date 06/11/2012 x Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 15000 ATG Test Date Test Date Leelk DeEEiim Gauging 0.2 e ELLD 0.2 Energy Act Yes
Gilbarco-Veeder
. Root/TLS-
Overfill Test Date ATG Type 450:Veeder
Root/TLS-450
Tank Code 02 : Flapper
Tank Age 11 Ve i el 09/01/2011 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Valve;High Level

Date

Report Created: 11/1/2022
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Tag Number 5330 Spill Test Date

Tank Status Currently in MLLD Test Date
Use

Product Gasoline PLLD Test Date

Capacity 20000 ATG Test Date

Overfill Test Date

Location: COUGAR CANYON LODGE and ESCAPE

5012 US Hwy 89 S
Monarch, MT 59463 Cascade

Piping Installed
Date

Sump Tightness
Test Date

Tank/Piping CP
Test Date

Line Tightness
Test Date

Catastrophic L.D
Type 3.0

Primary Tank
Leak Detection

Secondary Tank
Leak Detection

ATG Type

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/TLS-450

Piping
Construction

Primary Pipe
Detection

Secondary Pipe
Detection

Facility Summary in Cascade County in the City of Monarch

System Facility ID:07-01874

Facility Code: 18415

Continuous
Interstitial
Monitoring

Last Inspected On: 09/29/2022

Operating Permit Renewal Date: 09/29/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mark Properties LLC 4062365922
Operator Contact: Richard Hatanpaa 4062365922
Owner/Operator: Mark Properties LLC
Richard Hatanpaa, UST Class A Operator
Richard Hatanpaa, UST Class B Operator
Tank Code | oo ] Tank Installed 0 a0y ek pare I Fiberglass | N Fiberglass |~ e
Tank Age 30 Date 09/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 2979 Spill Test Date Date - oS T None AST No
Temporarily Sump Tightness Catastrophic L.D Mechanical Line A .
Tank Status Out of Use MLLD Test Date 05/16/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
A n Statistical . n :
: Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Gasoline PLLD Test Date Test Date Leak Detection Inventory ) Detection Tightness Testing Vapor Recovery No
Reconciliation
Capacity 2000 ATG Test Date Lilcie: I e 05/16/2019 SRR TRl SEelnlEy P Energy Act No

Overfill Test Date

Test Date

Leak Detection
ATG Type

Detection

Report Created: 11/1/2022
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Location: MALMSTROM AFB A5 Facility Code: 18740
US Hwy 89 Last Inspected On: 05/24/2020
Monarch, MT 59463 Cascade System Facility ID:07-08979 Operating Permit Renewal Date: 09/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

VLS e 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬁ;l\r/ri;ngh Level
”””””””””””””” o o Pipinglstalled  Tank oo Piping oo e
Tag Number 110 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date 07/17/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous n . Continuous
. Tank/Piping CP Primary Tank P Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/03/2022 Test Date Lerk e Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date  05/03/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Monarch
Location: MALMSTROM AFB A 6 Facility Code: 18741
US Hwy 89 Last Inspected On: 05/24/2020
Monarch, MT 59463 Cascade System Facility ID:07-08980 Operating Permit Renewal Date: 09/25/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067316188
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Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

[ 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/ri;ngh Level
TagNumber 111 | Spill TestDate  o7i7i20p0  FPinginstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/18/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous n 7 Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G EQ;T(algsétzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/03/2022 Test Date Leek Dacsiion Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 05/03/2022 ATG Type ROOYTLS-350
Facility Summary in Cascade County in the City of Monarch
Location: MALMSTROM AFB A7 Facility Code: 18742
US Hwy 89 Last Inspected On: 05/24/2020
Monarch, MT 59463 Cascade System Facility ID:07-08981 Operating Permit Renewal Date: 10/07/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
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William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

[ 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/ri;ngh Level
TagNumber 112 | Spill TestDate 0772020  FPingnstalled Tk opewaled PG DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EunEUEURNNS 0 EECEECUSUNNNEES C NN 0
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date 05/18/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date x Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/03/2022 Test Date Leek Dacsiion Detection Energy Act No
Overfill Test Date  05/03/2022 ATG Type Gilbarco-Veeder

ROOYTLS-350
Facility Summary in Cascade County in the City of Monarch

Location: MALMSTROM AFB A 8
US Hwy 89
Monarch, MT 59463 Cascade

Facility Code: 18743
Last Inspected On: 05/24/2020

System Facility 1D:07-08982 Operating Permit Renewal Date: 09/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 30 Vatile sillizs 06/01/1992 Tank Material Fiberglass . Piping Material Fiberglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
TagNumber 113 SpillTestDate o770 FPim@mstalled Tak o oouewaled  PRNG DoubleWaled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ESCL AN EoiCCDIRNNNS 0 ENGECGBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 05/18/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
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05/03/2022

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
RoOt/TLS-350
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Facility Summary in Cascade County in the City of Neihart

Location: BOBS BAR UST
107 Main St
Neihart, MT 59465-0037 Cascade

Facility Code: 18768
Last Inspected On: 04/15/2021

System Facility ID:07-09274 Operating Permit Renewal Date: 05/16/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Smith Bagheri LLC 4062365955
Operator Contact: Janice Smith-Bagheri 4062365955
Owner/Operator: Smith Bagheri LLC
Janice Smith-Bagheri, UST Class A Operator
Janice Smith-Bagheri, UST Class B Operator
B | TankAge s Tankinstalled 0511057 ankMaterial | SO oipingvterial  FDOMOSS  louetilTypes  Fiappervahe
0 e . e Conswetion Consruction e D oo
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
Power cwawe  PuoTeowe  THEEOS o [RRLEG QRO DERT veemeey b
Capacity 1500 ATG Test Date 'II_'IeITs? Ei;;tr;tness Eggg %de?;%t}-ggk [S)Zggcnt(ijoar:y Pps Energy Act No
Overfill Test Date ATG Type Sglc))srco-Veeder
VS ERe 02 Tank Age 35 E:?g Ttz 02/16/1987 Tank Material I(D:?ot[]eoc?:acc?nssieel Piping Material Eigii;glr?:zsd Plastic Overfill Types Flapper Valve
0 e . e Conswetion Consruction e D oo
Tank Status Szgrently in MLLD Test Date _Srggs%';ghtness _(E;:)Zs:t;gphic i Not Required Piping Type Safe Suction CP Met Types Galvanic
[ERE Gasolne  PLLDTestDate | TaPIBIGCR 3310y PmayTank | AuomaicTonk  Brimayeipe || VaporRecovery No
Capacity 1500 ATG Test Date .Il‘.glset 'lgiagljtr;tness f:glg %de?g';ggﬂk gzgg crl?oar:y g Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
Root/
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Location: CURTISS SERVICE CENTER Facility Code: 18399
12742 MT Hwy 200 Last Inspected On: 03/13/2020
Simms, MT 59477 Cascade System Facility ID:07-01612 Operating Permit Renewal Date: 07/30/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Robert Curtiss;Robert D Curtiss 4062645640

Operator Contact: Robert D Curtiss 4062645640

Owner/Operator: Robert D Curtiss

Robert D Curtiss, UST Class A Operator
Robert D Curtiss, UST Class B Operator

Tank Code 06 Tank Installed . Fiberglass - . Fiberglass .
Tank Age 23 Date 11/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4124 Spill Test Date Date - S o None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 03/12/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEELE! Gasoline P T el Test Date Leak Detection Gauging 0.2 Detection Tightness Testing VEREF (REEaEt) R
. Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 03/12/2020 Leelk DeEEiim e Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed . Fiberglass - - Fiberglass .
Tank Age 23 Date 11/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4125 Spill Test Date Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Use MLLD Test Date 03/12/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
e W Diesel FLLEDEES RN Test Date Leak Detection Gauging 0.2 Detection Tightness Testing WETZE NS
n Line Tightness Secondary Tank Secondary Pipe
Capacity 8000 ATG Test Date Test Date 03/12/2020 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 08 Tank Installed . Fiberglass - . Fiberglass .
Tank Age 23 Date 11/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4126 Spill Test Date Date - oS Eem None AST No
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Currently in Sump Tightness Catastrophic L.D Mechanical Line - !
Tank Status Use MLLD Test Date 03/12/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PELLE! Gasoline FLHD T Test Date Leak Detection Gauging 0.2 Detection Tightness Testing e "\
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate CUNZEO20  LeakDetecon Detecton .
Gilbarco-Veeder
Overfill Test Date ATG Type RoOt/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . Fiberglass . ; Fiberglass .
Tank Age 23 Date 11/01/1999 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
| el | Date Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Use MLLD Test Date 03/12/2020 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE T Diesel FILEDEE PR Test Date Leak Detection Gauging 0.2 Detection Tightness Testing VEIZEIF REERNET
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 03/12/2020 Lerk e Detection Energy Act No

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Simms

Overfill Test Date ATG Type

Location: MALMSTROM AFB G 01
MT Hwy 200
Simms, MT 59477 Cascade

Facility Code: 23811
Last Inspected On: 06/14/2021

System Facility 1D:25-09041 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Aaron Hill, UST Class B Operator

Allen Brooks, UST Class B Operator
Bethany Kent, UST Class B Operator
Brian Day, UST Class B Operator
Brian McVay, UST Class B Operator
Brian Rayner, UST Class B Operator
Cameron Smith, UST Class B Operator
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Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Chris Ploof, UST Class B Operator

Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
Damon McCarty, UST Class B Operator
David Cosner, UST Class B Operator
David Degolier, UST Class B Operator
Dustin Hemingway, UST Class B Operator
Glen Beck, UST Class B Operator

Hudson English, UST Class B Operator
Issac Price, UST Class B Operator

James Knudsen, UST Class B Operator
James Wooderchak, UST Class B Operator
Jason Vike, UST Class B Operator

Jeff Laird, UST Class B Operator

Jeff Nelson, UST Class B Operator

Jimmy Sonefelt, UST Class B Operator
John Corbett, UST Class B Operator
Jonathan Buesch, UST Class B Operator
Kieth Mcllwain, UST Class B Operator

Kyle Topp, UST Class B Operator

Michael Murieen, UST Class B Operator
Michael Stokes, UST Class B Operator
Patrick Ellis, UST Class B Operator

Patrick Noppenberg, UST Class B Operator
Paul Floyd, UST Class B Global Operator
Paul Floyd, UST Class B Operator

Paul Ziemba, UST Class B Operator
Ricardo Andrillon, UST Class B Operator
Ronald Miller, UST Class B Operator

Ryan Cox, UST Class B Operator

Ryan Kofoed, UST Class B Operator
Shane Hofstad, UST Class B Operator
Shawn Ogrady, UST Class B Operator
William Hoffmeister, UST Class B Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code | o0 [ 0O O ... D e Flapper

TankInstalled /55196 Tank Material Cathodically Piping Material Flexible Plastic  Overfill Types  Valve;High Level

Date Protected Steel
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Interior/Impressed No

Impressed
Current
Automatic Tank Contln_u_ors
Gauging 0.2 Interstitial No
' Monitoring
No

Gilbarco-Veeder
06/07/2022 Root/TLS-
350/Gilbarco EMC
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Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB G 11
MT Hwy 200
Simms, MT 59477 Cascade

Facility Code: 23817
Last Inspected On: 06/14/2021

System Facility 1D:25-09051 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 33 Tl siietlizs 05/21/1989 Tank Material Flb'erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level
Date Reinforced Plastic Alarm
Taghumber 256 | spill Testbate Piping Installed. — o5/1g505  TAOK . poewaieg PPN DoubleWalled  AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Coi ey 0 CoECECIENNN 0 CEEICECURNEEN 0 DR 0000
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 06/03/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/06/2022 Test Date 08/20/2020 Leak Detection Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date  05/06/2022 ATG Type ROOUTLS-350

Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB G 2
MT Hwy 200
Simms, MT 59477 Cascade

Facility Code: 18747
Last Inspected On: 06/14/2021

System Facility 1D:07-09042 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/r?{ngh Level
””””””””””””””” o .. Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 117 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 06/04/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 4000 ATG TestDate 05062022 oo E‘E%';t”ess SRR TEls SEEEEE P Energy Act No

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date  05/06/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB G 6
Road 287
Simms, MT 59477 Cascade

Facility Code: 23812
Last Inspected On: 06/14/2021

System Facility 1D:25-09046 Operating Permit Renewal Date: 09/23/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

fank Code % Tank Age 30 EZ?g Ttz 05/01/1992 Tank Material Ei;i;glracsez Plastic Piping Material Eigi?]:‘(galr?:sésd Plastic Overfill Types {:A/Et:/g;el—r!igh Level
TagNumber 251 | Spill TestDate Piping nstalled Tak o oolewaled PPN poewales  AST No o
Tank Status Sggrently in MLLD Test Date ?gg:%;ightness 06/03/2021 _(Igilt;;sgr.gphic =i Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Product Diesel PLLD Test Date 122:‘ gD;tp;ng G Eé?(aéitzi?ilgn &?::isrt]il:[:\lljs Breftrg gtri)(l) rl]’ipe Icr:ﬁenrt;?iltji_glljs Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring === Monitoring T
Capacity 4000 ATG Test Date  05/06/2022 #'e";i gg';t”ess fggl‘(”l‘jd:t‘;{ggﬂk SEEEEE P Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date  05/06/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB G 7
MT Hwy 200
Simms, MT 59477 Cascade

Facility Code: 23813
Last Inspected On: 06/14/2021

System Facility 1D:25-09047 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 : . Flapper
Tank Installed . Fiberglass . . Fiberglass . o
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/rtre],ngh Level
Tag Number 4271 Spill Test Date Piing, sz e Double-Walled il Double Walled AST No

Report Created: 11/1/2022
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Construction

Construction
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Sump Tightness 06/03/2021 Catastrophic L.D

Use Test Date Type 3.0
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P

Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No

Test Date Leak Detection Monitoring Detection Monitoring

. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/18/2022 Test Date Lerk e Detection Energy Act No
Overfill Test Date  05/18/2022 ATG Type Gilbarco-Veeder

ROOYTLS-350
Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB G 8
MT Hwy 200
Simms, MT 59477 Cascade

Facility Code: 23814
Last Inspected On: 06/14/2021

System Facility 1D:25-09048 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 30 Tl siietlizs 05/01/1992 Tank Material Flb_erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

”””””””””””””” o . Pipinginstalled ~ Tank oo Piping oo e

Tag Number 253 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 06/03/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date 05/18/2022 'II_'Ier}set 'lgla?tr;tness SEEENCEN TS BB (FDE Energy Act No

Overfill Test Date 05/18/2022

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-350

Detection

Report Created: 11/1/2022
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Facility Summary in Cascade County in the City of Simms

Location: MALMSTROM AFB H 7 Facility Code: 18754
MT Hwy 200 Last Inspected On: 06/07/2021
Simms, MT 59477 Cascade System Facility ID:07-09058 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 31 Tl siietlizs 09/01/1991 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level
Date Reinforced Plastic Reinforced Plastic Alarm
”””””””””””””” G o Pipinglnstalled  Tank oo Piping Lo e
Tag Number 124 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 05/19/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
Tank/Piping CP Primary Tank - Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/20/2022 Test Date Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date  05/20/2022 ATG Type ROOUTLS-350
Facility Summary in Cascade County in the City of Simms
Location: MALMSTROM AFB H 8 Facility Code: 23818
MT Hwy 21 Last Inspected On: 06/07/2021
Simms, MT 59477 Cascade System Facility 1D:25-09059 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 31 Date 09/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/r?{ngh Level
””””””””””””””” o .. Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 257 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/19/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 4000 ATG TestDate  05/19/2022 oo E‘E%';t”ess SRR TEls SEEEEE P Energy Act No

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date  05/19/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Stockett

Location: MALMSTROM AFB A 9
Road 227
Stockett, MT 59480 Cascade

Facility Code: 18744
Last Inspected On: 05/24/2020

System Facility 1D:07-08983 Operating Permit Renewal Date: 09/25/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xg{;/:;,ﬂgh Level
TagNumber 114 | Spill TestDate  o7i7i20p0  FPinginstalled Tk opewaled  PPING DoubleWaled ~ AST No o
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/19/2020 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tpéng G Egz:?(algsétzi?ilgn Interstitial Bre:trg gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/04/2022 Test Date Leak Detection Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date  05/04/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Stockett

Location: MALMSTROM AFB | 2
Road 226
Stockett, MT 59480 Cascade

Facility Code: 18756
Last Inspected On: 06/11/2021

System Facility ID:07-09064 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 : . Flapper
Tank Installed . Fiberglass . . Fiberglass . o
Tank Age 31 Date 10/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xa\r/rtre],ngh Level
Tag Number 126 Spill Test Date Piing, sz e Double-Walled il Double Walled AST No

Report Created: 11/1/2022
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Sump Tightness Catastrophic L.D

Tank Status Use MLLD Test Date Test Date 06/07/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P
Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/04/2022 Test Date Lerk e Detection Energy Act No
Overfill Test Date  05/04/2022 ATG Type Gilbarco-Veeder

ROOYTLS-350
Facility Summary in Cascade County in the City of Sun River

Location: MALMSTROM AFB H 4
US Hwy 89
Sun River, MT 59483 Cascade

Facility Code: 18751
Last Inspected On: 06/07/2021

System Facility ID:07-09055 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Tl siietlizs 09/01/1991 Tank Material Flb_erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level

Date Reinforced Plastic Alarm

TagNumber 121 SpillTestbate Piping Installed 0005 TAOK oo o wales  FBING Double Waled  AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 05/17/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. n Continuous ; . Continuous
. Tank/Piping CP Primary Tank o Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG TestDate  05/25/2022 ot TONMNESS - g4/17/5015 SEEENCEN TS BB (FDE Energy Act No

Overfill Test Date 05/25/2022

Leak Detection

ATG Type

Detection

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Cascade County in the City of Sun River

Location: MALMSTROM AFB H 5
US Hwy 89
Sun River, MT 59483 Cascade

Facility Code: 18752
Last Inspected On: 06/07/2021

System Facility ID:07-09056 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Tl siietlizs 09/01/1991 Tank Material Flb'erglass . Piping Material Flexible Plastic Overfill Types Valve;High Level

Date Reinforced Plastic Alarm

TagNumber 122 | spill Testbate Piping Installed— oc/1g5005  TAOK - poewaieg PRI DoubleWalled  AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 05/20/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No

Test Date Leak Detection Monitoring Detection Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/20/2022 Test Date Leak Detection Energy Act No

Detection

. Gilbarco-Veeder
Overfill Test Date  05/20/2022 ATG Type ROOUTLS-350

Facility Summary in Cascade County in the City of Ulm

Location: MALMSTROM AFB | 11 Facility Code: 18765
1-15 Last Inspected On: 06/11/2021
Ulm, MT 59485 Cascade System Facility 1D:07-09073 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 31 Date 10/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬂ\r/r?{ngh Level
””””””””””””””” o .. Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 134 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 4000 ATG TestDate 050052022 oo E‘E%';t”ess SRR TEls SEEEEE P Energy Act No

Leak Detection

Detection

. Gilbarco-Veeder
Overfill Test Date  05/05/2022 ATG Type ROOYTLS-350

Facility Summary in Cascade County in the City of Ulm

Location: MALMSTROM AFB | 7 Facility Code: 18761
1-15 Last Inspected On: 06/11/2021
Ulm, MT 59485 Cascade System Facility 1D:07-09069 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ
Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Installed ; Fiberglass f ; Fiberglass q o
Tank Age 30 Date 05/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xgl\r/ri,mgh Level
””””””””””””””” o .. Pipinglnstalled ~ Tank oo Piping oo e
Tag Number 131 Spill Test Date Date ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
Am ; Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G EQ;T(algsétzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OOON2022  Testpate Leak Detection Detection .
. Gilbarco-Veeder
Overfill Test Date  05/05/2022 ATG Type ROOYTLS-350
Facility Summary in Cascade County in the City of Ulm
Location: MOUNTAIN VIEW CO OP Facility Code: 30484
2 Millegan Rd Last Inspected On: 09/04/2020
Ulm, MT 59485 Cascade System Facility 1D:56-13797 Operating Permit Renewal Date: 11/14/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
Operator Contact: Charles Niswanger;David Douglas;Robin Niswanger 4068662030

Owner/Operator: Mountain View Coop Black Eagle

Charles Niswanger, UST Class A Operator
Charles Niswanger, UST Class B Operator
David Douglas, UST Class A Operator

Jasmin Nguyen, UST Class B Global Operator
Jasmin Nguyen, UST Class B Operator

John Malley, UST Class B Operator

Paul Obrien, UST Class B Operator

Robin Niswanger, UST Class A Operator
Scott Bartlett, UST Class B Operator

LSS0l 01 Tank Age 25 Ve s e 10/01/1997 Tank Material Fiberglass Piping Material Fiberglass
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Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass

10/01/1997 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass Fiberglass

10/01/1997 Reinforced Plastic Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Cascade County in the City of Vaughn

Location: GAS N SHOP #3 Facility Code: 18552
133 US Highway 89 Last Inspected On: 05/10/2022
Vaughn, MT 59487 Cascade System Facility 1D:07-05008 Operating Permit Renewal Date: 06/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Gas N Shop Inc 4066609884
Operator Contact: Gurinderbir Muhar 4086609884
Owner/Operator: Gas N Shop Inc
Gurinderbir Muhar, UST Class A Operator
Gurinderbir Muhar, UST Class B Global Operator
Sandeep Muhar, UST Class B Operator
Tank Code | 5 . ] Tank Installed o0 ek e I Fiberglass | I Fiberglass |~ I .
Tank Age 25 Date 04/01/1997 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 2208 Spill Test Date 12/09/2020 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gacolne  PLfDTestbate 12042021 festbae Leak Detection _ Gauging02 ___ Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 11/30/2021 Test Date 04/23/2022 Leak Detection Detection ELLD 0.1 Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date  12/09/2020 ATG Type ROOL/8484 Series
PLLD
Tank Code 06 Tank Installed n Fiberglass A ; Fiberglass q .
Tank Age 25 Date 04/01/1997 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 2209 Spill Test Date 12/09/2020 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gacolne  PLfDTestbate 12042021 festbae Leak Detection _ Gauging0.2 ___ Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 11/30/2021 Test Date 04/23/2022 Leak Detection Detection ELLD 0.1 Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date  12/09/2020 ATG Type ROOL/8484 Series
PLLD
Tank Code 07 Tank Installed . Fiberglass - - Fiberglass " .
Tank Age 25 Date 04/01/1997 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
B | Spil Testbate 12082020 pate Construction Construction " - R oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe

R pesel ] PLLDTestbate  12O0LZ0M  restpae Leak Detection _ Gauging02 ___ Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 11/30/2021 Test Date 04/22/2022 Leak Detection Detection ELLD 0.1 Energy Act No
Gilbarco/EMC
n Basic;Veeder
Overfill Test Date  12/09/2020 ATG Type ROOL/8484 Series
PLLD
Facility Summary in Cascade County in the City of Vaughn
Location: GLACIER GATEWAY Facility Code: 30471
99 US Hwy 89 Last Inspected On: 04/02/2021
Vaughn, MT 59487 Cascade System Facility ID:56-13783 Operating Permit Renewal Date: 04/09/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: NCI Tech Company LLC Vaughn 4069659014

Operator Contact: Eric Bucher;Jake Neil;Kay Neil;Kevin Enochs;Kevin Francis 4068362087

Owner/Operator: NCI Tech Company LLC Vaughn

Aaron McConnell, UST Class B Operator
Allicia Wick, UST Class B Operator

Amy Evans, UST Class B Operator

Andrea Bowie, UST Class B Operator
Barbara Matthews, UST Class B Operator
Brenda Pischke, UST Class B Global Operator
Bridget Bowen, UST Class B Operator
Christine Igel, UST Class B Operator
Debbie Pengilly, UST Class B Operator
Eric Bucher, UST Class A Operator

Helen Taylor, UST Class B Global Operator
Jake Neil, UST Class A Operator

Jake Neil, UST Class B Operator

Janet Jensen, UST Class B Operator
Jenifer Colden, UST Class B Operator
Jenna Blair, UST Class B Operator

Josh Wick, UST Class B Operator

Justin Vallier, UST Class B Operator

Kay Neil, UST Class A Operator

Kay Neil, UST Class B Operator
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Kevin Enochs, UST Class A Operator

Kevin Francis, UST Class A Operator

Leigh Wilson, UST Class B Operator

Marilyn Hutton, UST Class B Global Operator
Matthew Schnittgen, UST Class B Operator
Roy Powell, UST Class B Operator

Shalina Abrams, UST Class B Operator

Vicki Ferda, UST Class B Operator

Vicki Kriedeman, UST Class B Operator

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Veeder
Root/TLS-300

Fiberglass
Reinforced Plastic

06/01/1997 Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Veeder
Root/TLS-300

Fiberglass
Reinforced Plastic

06/01/1997 Flexible Plastic High Level Alarm

Currently in Electronic Line

Leak Detector

’ Automatic Tank
Gasoline Gauging 0.2 ELLD 0.2 No
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Line Tightness

Secondary Tank

Secondary Pipe

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Uesibeiz N | o<l CETUC N " ction NN R
Franklin Fueling
. Systems/TS-
Overfill Test Date ATG Type LLD:Veeder
Root/TLS-300
Tank Code 04 Tank Installed Fiberglass

Tank Age 25

Date
Piping Installed

06/01/1997

Tank Material

Tank

Reinforced Plastic

Piping Material

Piping

Flexible Plastic

Overfill Types

High Level Alarm

Tag Number 3447 Spill Test Date Date - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .

Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel, Dyed PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No

5 Line Tightness Secondary Tank Secondary Pipe
CEpeeiy 6000 AV ESE DR Test Date Leak Detection Detection EEER A No
Franklin Fueling
. Systems/TS-
Overfill Test Date ATG Type LLD:Veeder
Root/TLS-300
Facility Summary in Cascade County in the City of Vaughn
Location: MALMSTROM AFB H 3 Facility Code: 28887
1-15 Last Inspected On: 06/07/2021
Vaughn, MT 59487 Cascade System Facility 1D:50-09054 Operating Permit Renewal Date: 09/23/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator

Candace Ellsworth, UST Class B Global Operator

Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator

William Smith, UST Class A Operator

William Smith, UST Class B Global Operator
Tank Code 2 1 - - 1 Flapper

Tank Installed . Fiberglass - : Fiberglass q o
Tank Age 31 Date 09/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xglt\r/ne;,mgh Level
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05/25/2022

Continuous Continuous

Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Cascade County in the City of Vaughn

Location: MALMSTROM AFB | 10
1-15
Vaughn, MT 59487 Cascade

Facility Code: 18764
Last Inspected On: 06/11/2021

System Facility ID:07-09072 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 31 Tl siietlizs 08/01/1991 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

”””””””””””””” G o Pipinglnstalled  Tank oo Piping Lo e

Tag Number 133 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date 05/06/2022 .II‘.g;et 'lgla?tr;tness SEEENCEN TS BB (FDE Energy Act No

Overfill Test Date 05/06/2022

Location: MALMSTROM AFB J 10
I-15
Vaughn, MT 59487 Cascade

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-350

Detection

Facility Summary in Cascade County in the City of Vaughn

System Facility 1D:50-09083

Facility Code: 28893

Last Inspected On: 06/07/2021

Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Tank Installed 5,71 /1991 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
TagNumber 319 spill Testbate Piping Installed g 057005 TAK o waieg PPN Dowble walled  AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/17/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous n 7 Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
D | ATGTestDare 09202022 Testpaie 0292015 LeakDetection Detection” .
. Gilbarco-Veeder
Overfill Test Date 05/26/2022 ATG Type ROOYTLS-350
Facility Summary in Cascade County in the City of Vaughn
Location: MALMSTROM AFB J 8 Facility Code: 18766
1-15 Last Inspected On: 06/07/2021
Vaughn, MT 59487 Cascade System Facility 1D:07-09081 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
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Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Tank Installed 5,71 /1991 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
| [EEEN sl ogrgoe T s PR v asr w
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . . . ) .
Tank Status Use MLLD Test Date Test Date 05/17/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . Continuous
Product Diesel PLLD Test Date 1:2:(%3;?;”9 e Egz:?(algsétzi?ilgn Interstitial Bg{gg{%slpe Interstitial Vapor Recovery No
Monitoring Monitoring
- Line Tightness Secondary Tank Secondary Pipe
B ] ATGTestDate 09262022 Testpate Leak Detection Detecon N
. Gilbarco-Veeder
Overfill Test Date  05/26/2022 ATG Type ROOYTLS-350
Facility Summary in Cascade County in the City of Vaughn
Location: MALMSTROM AFB J 9 Facility Code: 18767
1-15 Last Inspected On: 06/07/2021
Vaughn, MT 59487 Cascade System Facility 1D:07-09082 Operating Permit Renewal Date: 06/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 03 : Flapper
Tank Installed - Fiberglass . . . . . o
Tank Age 2 Date 05/20/2020 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/rtre],ngh Level
””””””””””””””” w0 PipingInstalled o000 Tank oo Piping Lo o
Tag Number 5925 Spill Test Date 05/22/2020 Date 08/28/2018 Construction Double-Walled Construction Double Walled AST No
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05/27/2022

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Automatic Tank
Gauging 0.2
Gilbarco-Veeder
ROOt/TLS-
350;Veeder Root/




